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The purpose of this Bachelor’s thesis was to design a detached house in 
Finland. In general, construction designing work becomes quite familiar 
and easier for the structural engineers with their experiences over time. 
In contrast, for the inexperienced, this is not so. Therefore, the work 
carries a significant importance to be done and plays a key role to 
produce a design manual for both local and international stakeholders.  
 
At first, the thesis states the conceptual understanding based on various 
sources and regarding the design work. After that, different calculations 
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safety, HVAC, and plumbing design were also discussed in the thesis. 
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1 INTRODUCTION 
Today, the world is running by the technical advancement. The objective 
of the new technological introduction is to achieve work efficiency and 
accuracy with mass production by saving time. However, in Europe, and 
especially, in Finland the construction sector is playing a major role 
regarding its national economic growth at the moment. The regulations 
for construction are continuously updated over the period by adapting 
new technology, for example, nearly zero energy building is a new 
concept nowadays. Consequently, the building permission process and 
structural design are also being moved from the old fashion to new 
systems in Finland. On studying current legislation concerning the 
construction of any structures the whole process to design a detached 
house requiring architectural drawings, structural design, and energy 
efficiency of a building is shown in this thesis.   
 
A structure must be safe against collapse and serviceable in use. 
Serviceability requires that deflections be adequately small, if any, and 
they should be kept to tolerable limits. Safety requires that the strength 
of the structure is adequate for all loads that may foreseeably act on it. 
Safety could be ensured by providing a carrying capacity just barely in 
access of the known loads, if the loads and their internal effects were 
known accurately and if the strength of a structure, built as designed, 
could be predicted accurately. 
2 GOALS OF THE STUDY 
The goal of this thesis is to examine and show an overall planning and 
design process of a detached house practiced in Finland.  The aim is to 
make architectural drawings using Revit 2017 Software and to 
investigate and design the overall structural stability and building 
behaviour. Other objectives are to calculate the energy efficiency and to 
produce structural drawings using Autocad 2017 Software. The target of 
the study is to make a design manual and drawing portfolio in order to 
assist the fellow students and novice engineers for their design work. 
 
Since, a complete design work comprises a group of effort which is not 
possible to complete within this short period the following aspects are 
not included in the study 
- Electric design 
- Detail fire safety design 
- HVAC design 
- Plumbing design 
- Structural joints analysis 
- Finite element analysis 
- Stability of the whole building frame 
- Cost estimation and project planning 
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The first chapter discusses the background and necessity of the study 
including the aim, scope and limitation of the study.  The second chapter 
shows the location of the project and gives an overall geographical and 
demographic idea of the place where the project is going to be held. 
Different terminologies, issues and common aspects regarding this 
design work are shown in the third chapter depicting the detailed 
conceptual phenomena. The fourth chapter is composed of in detailed 
theories, laws and regulations incorporated to this project. An engineer 
should consider all the criteria mentioned here in order to complete a 
design work. The basic requirements and the theme work for this design 
are described in in the fifth chapter. This plays a very important role 
whether it contains architectural design portfolio which are the main 
blueprints to place for a building permit application to the city authority. 
The detailed work including calculation, structural design and drawings 
for each structural elements of the building are presented in the sixth 
chapter. All the assumptions are verified here with the theory in order to 
get the structural stability and right behaviour. The final chapter contains 
a conclusion including the overall findings and directs the possible 
further research work based on this study. 
3 PROFILE OF THE STUDY AREA 
The building site is located at Rapamäki, especially, in Hongistonkuja 4, 
13500 Hämeenlinna which is the heart of a historical province of Häme in 
the south of Finland.  The altitude of the site area is about 109 m from 
the sea level including 60.980 latitude and 24.410 longitude (Elevation 
map n.d.). Distances from the other major cities are 100, 80, 80 and 144 
km from Helsinki, Tampere, Lahti and Turku respectively. In addition, the 
area of Hämeenlinna city is 1785.83 km2 including 245.77 km2 lakes with 
the population of 67845. However, the area is not near by the sea. 
(Hämeenlinna n.d.). Figures 1 and 2 below show the map and location of 
Hämeenlinna city. 
 
 
Figure 1. City map of Hämeenlinna (Hämeenlinna n.d.). 
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Figure 2. Location map of Hämeenlinna (Liiteri n.d.).  
4 CONCEPT AND THEORY 
4.1 Building materials 
Plenty of materials around the world have been used for building 
constructions. But among them, the following two i.e. concrete and 
timber are used for the project. They will be discussed below. 
4.1.1 Concrete 
Concrete is a mixture of portland cement or any other hydraulic cement, 
fine aggregate, coarse aggregate, and water, with or without admixtures. 
Concrete today is a sophisticated material to which exotic (foreign) 
constituents can be added and, with computer-controlled batching, can 
produce a product capable of achieving 350 MPa compressive strength. 
Moreover, in order to gain more tensile strength, reinforcements are 
added to the concrete structures. On the other hand, because of its high 
strength, it is used extensively for construction of infrastructures as well 
as structures. (Civil engineering terms n.d.). 
4.1.2 Timber 
Timber denotes wood which is suitable for building or carpentry and for 
various engineering and other purposes. Timber or wood as a building 
material possesses a number of valuable properties, such as low heat 
conductivity, amenability to mechanical working, low bulk density and 
relatively high strength. Timber has been a very important structural 
member from time immemorial. It has been extensively used as beams, 
columns and plates in construction in a variety of situations, such as 
foundation, flooring, stairs and roofing. (Gopi 2009).  
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4.2 Building elements 
The main components of any buildings which help to stabilize and build 
the structure are normally known as building elements. Some major 
elements of buildings are defined below. 
4.2.1 Roof and truss 
A roof is the structure that represents the upper cover of a building. A 
roof is a part of building envelopes that provides shelter and protection 
from the weather and animals. Truss is a roof member that usually 
locates under the roof materials. In engineering, a truss is a structure 
that consists of two-force members only, where the members are 
organized so that the assemblage as a whole behaves as a single object. 
A roof truss is a structural framework designed to bridge the space above 
a room and to provide support for a roof. Trusses usually occur at regular 
intervals, linked by longitudinal timbers such as purlins. The space 
between each truss is known as a bay. (GTZ, UNDP & ISDR 2008). Figure 
3 shows a picture of a timber roof truss. 
 
 
 
Figure 3. Timber roof truss (Vermont timber works 2011).  
4.2.2 Floor and hollow core slab 
The lower surface of the room is termed as floor. It could be made of 
different constructions materials, for example, timber, and concrete and 
so on. A hollow core slab for floor or roof is a modern technology used in 
building construction industry now a day. A hollow core slab is a precast 
pre-stressed concrete member with continuous voids provided to reduce 
weight and cost. They are primarily used as a floor deck system in 
residential and commercial buildings as well as in parking structures 
because they are economical, have good fire resistance and sound 
insulation properties, and are capable of spanning long distances with 
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relatively small depths. Structurally, a hollow core slab provides the 
efficiency of a pre-stressed member for load capacity, span range, and 
deflection control. Hollow core slabs can make use of pre-stressing 
strands, which allow slabs with depths between 150 and 260 mm to span 
over 9 meters. When used in buildings, several hollow core slabs are 
placed next to each other to form a continuous floor system. The small 
gap that is left between each slab is usually filled with a non-shrink grout. 
To give the floor a smooth finished surface, a topping slab overlay, 
typically 5cm deep is poured on the top surface of the hollow core slabs. 
(The concrete centre n.d.). This is shown in Figure 4 below. 
 
 
Figure 4. Hollow core slab (Parman ontelolaatastot 2013).  
4.2.3 Beam 
A beam is a structural member used for bearing loads. It is typically used 
for resisting vertical loads, shear forces and bending moments. It is a 
structural element that primarily resists loads applied laterally to the axis 
of a beam. Its mode of deflection is primarily by bending. The loads 
applied to the beam result in reaction forces at the beam's support 
points. (Darwin, Dolan & Nilson 2016). It could be in various shapes (e.g. 
Rectangular, circular etc.), designs (e.g. I-beam, H-Beam, T-beam etc) or 
support systems (e.g. Pin, rigid, cantilever etc.). An example of a timber 
beam is shown in Figure 5. 
 
 
Figure 5. Timber Beam (Home improvement n.d.).  
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4.2.4  Column 
A column can be defined as a vertical structural member designed to 
transmit a compressive load. A column transmits the load from the 
ceiling/roof slab and beam, including its own weight to the foundation. 
Hence, it should be realized that the failure of a column results in the 
collapse of the entire structure. The design of a column should, 
therefore, receive importance. Columns are mostly constructed from 
concrete; apart from that materials such as Wood, Steel, Fibre-reinforced 
polymer, Cellular PVC, and Aluminum, too, are used. The type of material 
is decided on the scale, cost and application of the construction. A 
picture of a column is shown below in Figure 6. 
 
 
Figure 6. Concrete column (Houzz n.d.).  
4.2.5 Building wall 
A building wall serves a number of functions, ranging from separation of 
space in a building to restraining earth adjacent to a building or building 
site. Walls are of several types: Panel walls, curtain walls, partition walls, 
shear walls and so on. Generally, almost every wall could be designed 
either as load-bearing or non-load bearing. (Darwin, Dolan & Nilson 
2016). Figure 7 shows a picture of building wall. 
 
 
Figure 7. Building wall (Double fresh 2010).  
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4.2.6 Foundation 
The foundation is the part of the structure that is usually placed below 
the surface of the ground and that transmits the load to the underlying 
soil or rock. Two essential requirements in the design of foundation are 
that the total settlement of the structure be limited to a tolerably small 
amount and that differential settlement of the various parts of the 
structure be eliminated as nearly as possible. Foundations could be 
individual or spread. Besides, a number of sub-division belongs to the 
foundation category. (Darwin, Dolan & Nilson 2016). Figure 8 shows a 
building foundation. 
 
 
Figure 8. Building Foundation (Homes 4 India n.d.).  
4.3 Structural Mechanics and engineering principles 
Engineering principles refers to the rules, ideas and concepts regarding 
construction of the structures and the structural mechanics compute 
building stability regarding building force, stressed, formation, deflection 
and service of uses. Major terms of these issues are discussed below 
4.3.1 Stress 
Stress is force per unit area and is usually expressed in pounds per 
square inch. Stress is a measure of: 
𝐴𝑝𝑝𝑙𝑖𝑒𝑑 𝑓𝑜𝑟𝑐𝑒 𝑜𝑛 𝑎 𝑚𝑎𝑡𝑒𝑟𝑖𝑎𝑙
𝐴𝑟𝑒𝑎 𝑜𝑣𝑒𝑟 𝑤ℎ𝑖𝑐ℎ 𝑡ℎ𝑎𝑡 𝑓𝑜𝑟𝑐𝑒 𝑖𝑠 𝑎𝑝𝑝𝑙𝑖𝑒𝑑
 
 
Normal stress is defined as: 𝜎 = ி
஺
 
 
In the SI, the unit of stress is the Pascal (Pa), the newton per meter 
squared (N/m2). Stresses are of three types: Tensile, Compressive and 
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Shearing stress. If the stress tends to stretch or lengthen the material, it 
is called tensile stress. Tensile stresses always act at right-angles to 
(normal to) the area being considered. If the stress tends to compress or 
shorten the material, it is called compressive stress. Compressive 
stresses always act at right-angles to (normal to) the area being 
considered. If the stress tends to shear the material then it is Shearing 
stress. Shearing stresses are always in the plane of the area (at right-
angles to compressive or tensile stresses). (University of Victoria n.d.).  
4.3.2 Strain 
Strain is the amount by which a dimension of a body changes when the 
body is subjected to a load, divided by the original value of the 
dimension. Strain is a measure of: 
𝐸𝑙𝑜𝑛𝑔𝑎𝑡𝑖𝑜𝑛 𝑜𝑓 𝑎 𝑚𝑎𝑡𝑒𝑟𝑖𝑎𝑙 𝑑𝑢𝑒 𝑡𝑜 𝑎𝑛 𝑎𝑝𝑝𝑙𝑖𝑒𝑑 𝑓𝑜𝑟𝑐𝑒
𝑇ℎ𝑒 𝑜𝑟𝑖𝑔𝑖𝑛𝑎𝑙 𝑙𝑒𝑛𝑔𝑡ℎ 𝑜𝑓 𝑡ℎ𝑒 𝑚𝑎𝑡𝑒𝑟𝑖𝑎𝑙
 
Normal strain is defined as: 𝜀 =  ∆௅
௅బ
 
The relationship between stress and strain is defined by Hooke’s Law as 
shown in Figure 9 below 
𝜎 = 𝜀𝐸 
 
 
Figure 9. Stress-strain relationship (Nong Lam University n.d.)   
4.3.3 Elasticity 
Elasticity is an ability of material to get back after removing the courses 
of changes (for example load) into the former (original) state. If the 
external forces producing deformation do not exceed a certain limit, the 
deformation disappears with the removal of the forces. Thus, the elastic 
behavior implies the absence of any permanent deformation. (Technical 
University of Ostrava n.d.).  
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4.3.4 Plasticity 
Plasticity is an ability of material to deform without any rupture in a non-
returnable way. If the external forces producing deformation do not 
exceed a certain limit, the deformation disappears with the removal of 
the forces. Thus, the elastic behavior implies the absence of any 
permanent deformation. Elasticity has been developed following the 
great achievement of Newton in stating the laws of motion, ‘’After 
removing the load permanent deformations stay’’. It is used in 
composite steel-concrete structures. (Technical University of Ostrava 
n.d.).  
4.3.5 Tensile strength 
Tensile strength has been measured in terms of the modulus of rupture, 
the computed flexible tensile stress at which a test beams of plain 
concrete fractures for many years. The nominal stress is computed on 
the assumption that concrete is an elastic material, and bending stress is 
localized at the outermost surface. It is apt to be larger than the strength 
of concrete in uniform axial tension. Tensile strength is the maximum 
amount of tensile stress that a material can take before failure. There are 
three definitions of tensile strength. Yield strength that refers to the 
stress at which material strain changes from elastic deformation to 
plastic deformation, causing it to deform permanently. Secondly, 
ultimate strength shows the maximum stress a material can withstand. 
Finally, breaking strength is the stress coordinates on the stress-strain 
curve at the point of rupture. (Civil engineering n.d.).  
4.3.6 Compressive strength 
Compressive strength or compression strength is the capacity of a 
material or structure to withstand loads tending to reduce size, as 
opposed to tensile strength, which withstands loads tending to elongate. 
In other words, compressive strength resists compression (being pushed 
together), whereas tensile strength resists tension (being pulled apart). 
In the study of strength of materials, tensile strength, compressive 
strength, and shear strength can be analyzed independently. (Wikipedia 
n.d.).  
4.3.7 Axial force 
Axial force is the compression or tension force acting in a member. If the 
axial force acts through the centroid of the member it is called concentric 
loading. When the loading on such a member is on a plane the same as 
the member itself, it represents a two-dimensional (planar) case. In such 
cases, the internal forces also lie on the same plane. The internal forces 
on any cross-section can be expressed with two orthogonal force 
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components and one moment in the plane of loading. We can align x -
axis along the centroidal axis of the member and we can also align one of 
the forces, along this centroidal axis (along the primary dimension). Then 
this internal force will be known as the axial force. (Wikiengineer n.d.). 
4.3.8 Shear force 
Shear force is the force that tends to separate the member. Shear Forces 
occur when two parallel forces act out of alignment with each other.  
The tangential act of a force with the axial force is known as shear force. 
Then the centroidal axis of a member works along x-axis, then Fx is the 
axial force and Fy and Fz are the two shear forces of that member. (NPTEL 
n.d.). Figure 10 shows the relationship between different figures and 
moments. 
 
 
Figure 10. Relationship between different forces and moments 
(NPTEL n.d.). 
4.3.9 Characteristic load 
Characteristic loads are the ones that have 95 % probability of not being 
exceeded during the service life of a material or the maximum load that 
it could take during its lifespan. The characteristic load is the ultimate 
load that is liable to come on structure during its lifetime. (Civil 
Engineering blog 2017)  
4.3.10 Design load 
Loads are a primary consideration in any building design because they 
define the nature and magnitude of hazards or external forces that a 
building must resist to provide reasonable performance (i.e., safety and 
serviceability) throughout the structure’s useful life. The anticipated 
loads are influenced by a building’s intended use (occupancy and 
function), configuration (size and shape), and location (climate and site 
conditions). Ultimately, the type and magnitude of design loads affect 
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critical decisions such as material selection, construction details, and 
architectural configuration. So, design load is the combination of loads 
such as dead loads, live loads, soil lateral loads, wind loads, snow loads, 
earthquake loads etc. (Hud User n.d.).  
4.3.11 Ultimate limit state 
The ultimate limit state is the design for the safety of a structure and its 
users by limiting the stress that materials experience. Design for the ULS 
represents a defined process that is aimed at ensuring the probability of 
collapse of a building (and therefore the risk to human life) is at an 
acceptable level. In order to comply with engineering demands for 
strength and stability under design loads, ULS must be fulfilled as an 
established condition. The ULS is a purely elastic condition, usually 
located at the upper part of its elastic zone (approximately 15% lower 
than the elastic limit). This is in contrast to the ultimate state (US) which 
involves excessive deformations approaching a structural collapse and is 
located deeply within the plastic zone. (Designing building wiki 2018).  
4.3.12 Service limit state 
The service limit state is the design to ensure that a structure is 
comfortable and useable. This includes vibrations and deflections 
(movements), as well as cracking and durability. The SLS represents a 
level of stress or strain within the building below which there is a high 
expectation the building can continue to be used as originally intended 
without repair. These are the conditions that are not strength-based but 
still may render the structure unsuitable for its intended use, for 
example, it may cause occupant discomfort under routine conditions. A 
structure must remain functional for its intended use subject to routine 
loading in order to satisfy SLS criterion.  (Designing building wiki 2018).  
4.3.13 Shrinkage and creep 
If any material is exposed to air, it starts to evaporate the moisture it 
contains inside. As it dries over time, it starts to shrink in length, width, 
height or volume, which in further termed as shrinkage. Creep mostly 
found in Concrete is defined as deformation of structure under sustained 
load. Basically, long term pressure or stress on concrete can make it 
change shape. This deformation usually occurs in the direction the force 
is being applied, e.g. a concrete column getting more compressed, or a 
beam bending. Creep does not necessarily cause concrete to fail or break 
apart. Creep is factored in when concrete structures are designed. The 
amount of creep that the concrete undergoes is dependent upon the 
magnitude of the sustained loading, the age and strength of the concrete 
when the stress is applied and the total amount of time that the 
concrete is stressed. (Penn State College of Engineering n.d.).  
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4.3.14 Deflection 
Deflection means the state of deformation of a material mostly the beam 
in any structures from its original shape under the work of a force or load 
or weight. One of the most important applications of beam deflection is 
to obtain equations with which it is possible to determine the accurate 
values of beam deflections in many practical cases. Deflections are also 
used in the analysis of statically indeterminate beams. Several methods 
are available for determining beam deflections such as Direct Integration 
Method, Area moment Method, Conjugate Beam Method, Method of 
Superposition and so on. (Civil Engineering n.d.). 
4.3.15 Crack control 
Cracks usually occur in concrete structures. When concrete is subjected 
to shrinkage, a need for deformation will occur. If this deformation is 
restrained, restraint forces will appear. When a concrete member is cast 
against an existing concrete member restraint forces may occur due to 
different needs of movement, which may lead to cracking. Even though 
cracks are natural in reinforced concrete during the service state, they 
can cause durability problems if they become too large. Guidance of how 
to design restrained members with regards to crack widths is insufficient 
in codes used today. (CHALMERS n.d.).  
4.3.16 Slenderness 
Slenderness of an element gives a measure of the load at which a section 
will yield locally, compared to the load at which the element will buckle. 
Slenderness is related to the behaviour of an element, like a strut, acting 
as a whole body.  In other words, slenderness is the quotient between 
the width of a building and its height. In structural engineering, 
slenderness is a measure of the propensity of a column to buckle. (The 
chatti guide to structural engineer, 2012).  
4.3.17 Buckling 
Buckling is a mathematical instability that leads to a failure mode. When 
a structure is subjected to compressive stress, buckling may occur. 
Buckling is characterized by a sudden sideways deflection of a structural 
member. This may occur even though the stresses that develop in the 
structure are well below those needed to cause a failure of the material 
of which the structure is composed of. As an applied load is increased on 
a member, such as a column, it will ultimately become large enough to 
cause the member to become unstable and it is said to have buckled. 
Mathematically, buckling is a bifurcation problem. At a certain load level, 
there is more than one solution. (Sönnerlind 2014).  
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4.3.18 Bulk density of soil 
Bulk density of soil is defined as the ratio of the mass of dry solids to the 
bulk volume of the soil occupied by those dry solids. Bulk density of the 
soil is an important site characterization parameter since it changes for a 
given soil. It varies with structural condition of the soil, particularly that 
related to packing. (USDA n.d.). Bulk density is an indicator of soil 
compaction and soil health. It affects infiltration, rooting 
depth/restrictions, available water capacity, soil porosity, plant nutrient 
availability, and soil microorganism activity, which influence key soil 
processes and productivity. It is the weight of dry soil per unit of volume 
typically expressed in grams/cm3. (ORNL DAAC 2018).   
4.3.19 Thermal transmittance   
Thermal transmittance, also known as U-value, is the rate of transfer of 
heat (in watts) through one square meter of a structure, divided by the 
difference in temperature across the structure. It is expressed in watts 
per square meter Kelvin, W/m²K. Well-insulated parts of a building have 
a low thermal transmittance whereas poorly insulated parts of a building 
have a high thermal transmittance. Losses due to thermal radiation, 
thermal convection and thermal conduction are taken into account in 
the U-value. (The concrete society n.d.).  
4.3.20 Insulation 
Thermal insulation is an important technology to reduce energy 
consumption in buildings by preventing heat gain/loss through the 
building envelope. Thermal insulation is a construction material with low 
thermal conductivity, often less than 0.1W/mK. These materials have no 
other purpose than to save energy and protect and provide comfort to 
occupants. One of the most important and cost-effective energy saving 
materials in building construction is the insulation. Insulation keeps 
buildings warm in winter and cool in summer. Generally, insulation is 
installed between the framing members in the home, for instance, walls, 
ceilings, floors around the perimeter, basements, attics and even interior 
rooms of the home (Aalto University n.d.). Figure 11 shows the insulation 
provision of a building. 
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Figure 11. Insulation options of a building (Aalto University n.d.).  
4.3.21 Ventilation gap 
Air gaps or ventilation gaps are often included in the walls of structures 
such as buildings, ships, refrigerators and ovens, for the thermal 
insulation which they provide. The insulation of an air gap is dependent 
on the mean temperature of its bounding surfaces and the best effect is 
achieved when the gap is at the position where it is at the lowest 
possible mean temperature. The value of the insulation is afforded by air 
gaps under various practical conditions. For an air gap to improve the 
thermal performance of a building element, it requires the addition of a 
low emittance surface to one or both sides of the air gap. (Passipedia 
n.d.).  
4.3.22 Heat loss 
Heat loss is a discipline of thermal engineering that concerns the 
generation, use, conversion, and exchange of thermal energy (heat) 
between physical systems. Heat transfer is classified into various 
mechanisms, such as thermal conduction, thermal convection, thermal 
radiation, and transfer of energy by phase changes. (The engineering 
toolbox n.d.).  
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4.3.23 Energy efficiency  
Energy efficiency is the ratio between the useful output and input of an 
energy conversion process. Energy efficiency is defined as the use of 
energy in an optimum manner to achieve the same service that could 
have been achieved using a common less efficient manner. Energy 
efficiency is the practice of reducing the energy requirements while 
achieving the required energy output. Energy efficiency may also be 
stated as efficient energy in use. (Corrosionpedia n.d.). In Finland, efforts 
have been made for decades to produce goods and services with as little 
energy as possible. The E-value is needed for building permits and 
statutory energy performance certificates. It can be used to optimize 
design solutions and it can be used in the retail and the renting of 
buildings. The E-value is defined by the annual consumption of 
purchased energy of a building in its intended use. (Green building 
council Finland n.d.). Categories of energy efficiencies of buildings in 
Finland is shown in Figure 12. 
 
 
Figure 12. Categories of energy efficiency of building structures in 
Finland (Vänskä 2016)  
5 DESIGN MANUAL TO FOLLOW 
The design manual provides guidelines, procedures and method of 
structural design for the construction of any structures. 
5.1 Load combination 
Load combination suggests the formation of different actions together 
such as permanent, variable or accidental load. Permanent actions (G) 
includes self-weight of structures, fixed equipment and so on. Variable 
actions (Q) refer to imposed loads on building floors, beams and roofs. It 
also adds wind and snow load. Lastly, explosions, impact from vehicles 
Energy 
category 
Annual value 
KWh/m2 
A ≤ 90 
B ≤ 170 
C ≤ 240 
D ≤ 280 
E ≤ 340 
F ≤ 390 
G ≥ 390 
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and so on belong to accidental actions (A). Besides, actions shall also be 
classified by their origin, nature and spatial variation. (SFS EN 
1990+A1+AC. Eurocode, 81). However, the equation for load 
combination effect found in the mentioned Eurocode is shown below 
and rights after that, definition of different types of loads are described 
 
𝐸 = ෍ 𝛾ீ,௝𝐺௞,௝′′ + ′′𝛾௉𝑃′′ + ′′𝛾ொ,ଵ𝑄௞,ଵ′′ + ′′ ෍ 𝛾ொ,௜𝜓଴,௜𝑄௞,௜
௜வଵ௝ୀଵ
 
Where, 
Gk,j Characteristic value of permanent action j 
Qk,1 Characteristic value of the leading variable action 1 
Qk,i Characteristic value of the accompanying variable action i 
P Relevant representative value of a prestressing action 
𝛾ீ,௝ Partial factor for permanent action j 
𝛾ொ,ଵ Partial factor for leading variable action 1 
𝛾ொ,௜ Partial factor for variable action i 
𝛾௉ Partial factor for prestressing action 
𝜓଴,௜ Factor for combination value of variable action i 
’’+’’ Implies ‘’to be combined with’’ 
∑ Implies ‘’the combined effect of’’ 
 
According to SFS EN 1990+A1+AC. Eurocode, 87, the values of 𝜓 factors 
should be specified and therefore, it is shown in Table 1 below. 
 
Table 1. Recommended values of 𝜓 factors for buildings 
 
 
Nevertheless, in this thesis the following formula is used for calculating 
the combination effect of loads 
 
𝐸 = ෍ 𝛾ீ,௝𝐺௞,௝′′ + ′′𝛾ொ,௜𝑄௞,௜
௝ୀଵ
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According to SFS EN 1990+A1+AC. Eurocode, 89, the values of 𝛾 factors 
should be specified and therefore, it is shown in Table 2 below. 
 
Table 2. Design values of 𝛾 factors for buildings 
 
5.1.1 Dead load 
Dead loads are those which are constant in magnitude and fixed in 
location throughout the lifetime of the structure. Major part of the dead 
load is the weight of the structure itself. Dead load is calculated with 
good accuracy from the design configuration, dimension of the structure, 
and density of the material. Floor fill, finish floors, and plastered ceilings 
are included as dead loads for buildings. Wearing surfaces, sidewalks, 
and curbs are included as dead loads for bridges. (Darwin, Dolan & Nilson 
2016). 
5.1.2 Live load 
Live loads are occupancy loads in buildings and traffic loads on bridges. 
Their magnitude and distribution at any given time is uncertain. Their 
maximum intensities throughout the lifetime of the structure are 
unknown with precision. They may be either fully or partially in place or 
not present at all. (Darwin, Dolan & Nilson 2016).  
5.1.3 Environmental loads 
Environmental load consists mainly of snow loads, wind pressure and 
suction, earthquake load effects, soil pressure on subsurface portions of 
structures, loads from possible ponding of rain water on flat surfaces, 
and forces caused by temperature differentials. Environmental loads at 
any given time are uncertain in both magnitude and distribution. 
(Darwin, Dolan & Nilson 2016).  
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The values of imposed loads as mentioned in page 2, NAS. EN 1991-1-1. 
Eurocode 1, are shown in Table 3. 
 
Table 3. Values of imposed load 
 
5.2 Snow load 
Snow load is caused by the self-weight of the accumulated snow and ice 
acting downward force on a building’s roof. Factors like the shape of the 
roof, thermal properties, nearby buildings or surrounding terrain can 
affect the natural snow load (SFS EN 1991-1-3. Eurocode 1, 17-18). 
Values of Ce for different topographies are shown in Table 4. 
 
Table 4. Values of Ce for different topographies 
 
5.2.1 Monopitch roof 
A single sloped roof surface pitched in two different directions is 
generally named as a mono-pitched or gabled roof. The lowest 
coefficient for such roof should not be reduced below 0.8.  
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Figure 13 below shows how the snow load shape coefficient is 
determined and Table 5 shows the conditions for considering snow load 
coefficient. 
 
 
Figure 13. Snow load shape coefficient 
 
Table 5. Snow load coefficient 
 
5.2.2 Undrifted snow load on the roof 
Undrifted snow load on the roof is defined as ‘’load arrangement which 
describes the uniformly distributed snow load on the roof, affected only 
by the shape of the roof, before any redistribution of snow due to other 
climatic actions.’’ (SFS EN 1991 Eurocode 1. Part 1-3, 10.). 
5.2.3 Drifted snow load on the roof 
Drifted snow load means exactly opposite to the undrafted. The bulk 
weight density of snow varies on the ground. Generally, it depends on 
snow cover, duration, location, climate, altitude and so on (SFS EN 1991-
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1-3. Eurocode 1, 10, 22). Figure 14 shows the snow load arrangement for 
both undrafted and drifted snow load. 
 
 
Figure 14. Undrifted and drifted snow load arrangement on 
monopitch roof  
5.3 Wind load 
The mean wind force based on the mean wind speed and fluctuating 
wind force based on a fluctuating flow field act on a building. The effect 
of fluctuating wind force on a building or part thereof depends on the 
characteristics of fluctuating wind force and on the size and vibration 
characteristics of the building or part thereof. Each wind load is 
determined by a probabilistic-statistical method based on the concept of 
equivalent static wind load, on the assumption that structural frames 
and components/cladding behave elastically in strong wind. In the 
below, Table 6 lists the mean bulk weight density of snow (SFS EN 1991-
1-3. Eurocode 1, 55).  
 
Table 6. Mean bulk weight density of snow 
 
 
 
 
 
21 
 
 
 
Figure 15 shows a picture of snow load on the ground in Finland (NAS. 
EN 1991-1-3. Eurocode 1, 3), Table 7 shows various terrain categories 
and parameters (SFS EN 1991-1-4. Eurocode 1, 20).  
 
 
Figure 15. Snow load map on the ground in Finland 
 
Table 7. Terrain categories and parameters 
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Figure 16 illustrates the exposure factor for c0 and k1 (SFS EN 1991-1-4. 
Eurocode 1, 23) and Figure 17 tells how wind pressures act on different 
surfaces of a building (SFS EN 1991-1-4. Eurocode 1, 25). 
 
 
Figure 16. Illustrations of the exposure factor for co=1; k1=1 
 
Figure 17. Pressure on surfaces 
5.3.1 Basic values of wind velocity 
NAS. EN 1991-1-4. Eurocoede 1, 2 states that in Finland, the following 
values are used for the fundamental value of the basic wind velocity vb,0: 
- Mainland in the entire country, vb,0 = 21 m/s 
- Sea areas: open sea, scattered islands out in the open sea,  
vb,0 = 22 m/s 
- In Lappland: at the top of mountains, vb,0 = 26 m/s 
- In Lappland: at the bottom of mountains, vb,0 = 21 m/s 
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5.3.2 Determination of cscd 
As per (SFS EN 1991-1-4. Eurocode 1, 28), cscd =1 if 
- Buildings height ≤ 15 m 
- Frequency of facade and roof elements > 5 Hz  
- Framed buildings height < 100 m with structural wall height < 4 
times in wind depth  
- Cross sectional height of a circular chimney <60 m and < 6.5 times 
of the diameter  
 
However, as stated in SFS EN 1991-1-4. Eurocode 1, 66, measuring 
process of force coefficient factor is shown in Figure 18.  
 
 
Figure 18. Force coefficient cf,10 of rectangular sections with sharp 
corners and without free end flow  
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Figure 19 shows the procedure of determining force coefficient factor 
(SFS EN 1991-1-4. Eurocode 1, 66). Again, regarding SFS EN 1991-1-4. 
Eurocode 1, 80, Table 8 points out the values of slenderness, λ. 
  
 
Figure 19. Reduction factor Ψ௥ for a square cross-section with 
rounded corners 
Table 8. Recommended values of λ for cylinders, polygonal sections, 
rectangular sections, sharp edged structural sections and lattice 
structure 
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Figure 20 shows Indicative values of the end-effect factor 𝜓ఒ as a 
function of solidity ratio φ versus slenderness λ (SFS EN 1991-1-4. 
Eurocode 1, 80 & 81). 
 
 
Figure 20. Indicative values of the end-effect factor Ψఒ as a function 
of solidity ratio 𝜑 versus slenderness 𝜆 
5.3.3 Pressure coefficients for buildings 
The external pressure coefficients generally depend on the size e.g. for 
loaded areas A of 1 m2 and 10 m2 for the appropriate building 
configurations as cpe,1, for local coefficients, and cpe,10, for overall 
coefficients, respectively (SFS EN 1991-1-4. Eurocode 1, 33). Figure 21 
shows the mathematical ways of calculating the local and overall 
coefficient. 
 
 
Figure 21. Local and overall external pressure coefficient 
5.3.4 Vertical walls of rectangular plan buildings 
The reference heights, ze for windward walls of a rectangular plan 
building depends on the aspect ratio h/b and are always the upper 
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heights of the different parts of the walls and also follow the given 
conditions given below (SFS EN 1991-1-4. Eurocode 1, 34): 
- A building is considered one part when h ≤  b  
- A building is considered two parts when b < h ≤  2b 
- A building is considered multiple parts when h > 2b 
 
Figure 22 depicts how to assume the reference height corresponding to 
the original height of a vertical wall (SFS EN 1991-1-4. Eurocode 1, 35).  
 
 
Figure 22. Conditions for reference height of vertical walls  
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Figure 23 shows the guidelines for choosing elevation corresponding to 
the width and height of a building and Table 9 provides the 
recommended values of external pressure coefficient for vertical walls of 
rectangular plan buildings, adapted from (SFS EN 1991-1-4. Eurocode 1, 
36 & 37). 
 
Figure 23. Key for vertical walls 
 
Table 9. Recommended values of external pressure coefficients for 
vertical walls of rectangular plan buildings 
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Wind direction and angle of pitch are the key roles for determining wind 
load. In the below, Figure 24 shows some key features for a mono pitch 
roof (SFS EN 1991-1-4. Eurocode 1, 41). 
 
 
Figure 24.  Key for monopitch roof 
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Tables 10 and 11 show the pressure coefficient for monopitch roof, free 
standing and parapets (SFS EN 1991-1-4. Eurocode 1, 40). 
 
Table 10. External pressure coefficient for monopitch roof 
 
 
 
Table 11. Recommended pressure coefficients cp,net for free-standing 
and parapets 
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Figure 25 illustrates different zones of free standing walls and parapets 
and Table 12 states the frictional coefficient for different structural 
members and (SFS EN 1991-1-4. Eurocode 1, 41). 
 
 
Figure 25. Key to zones of free-standing walls and parapets  
 
Table 12. Frictional coefficients cfr for walls, parapets and roof 
structures 
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Figure 26 shows the picture of the reference area of friction, adapted 
from (SFS EN 1991-1-4. Eurocode 1, 41). 
 
Figure 26. Reference area of friction 
5.4 Timber truss design 
Load duration class, loading pattern, service class, partial factors of 
materials, limiting value for deflections, strength class and characteristics 
value, modification factor, deformation factor of timber and so on are 
usually taken into account for limit state design of the timbers structure. 
Table 13 shows the load duration classes of timber (SFS EN 1995-1-1. 
Eurocode 5, 21).  
 
Table 13. Load duration classes of timber 
 
 
 
 
32 
 
 
 
 
Table 14 shows the requirement of loading corresponding to the classes 
(NAS. SFS EN 1995-1-1. Eurocode 5, 2). Tables 15 and 16 show the 
examples of service classes of structures and partial factor of material 
properties respectively, adapted from (NAS. SFS EN 1995-1-1. Eurocode 
5, 2 & 3). 
 
Table 14.  Example of load duration assignment 
 
 
Table 15. : Example of Service classes of structures  
Service Classes Conditions 
Service Class 1 Structures with thermal insulation in heated room 
Service Class 2 Dry timber outside. Structure should be in covered 
and ventilated space as well as be well protected 
from getting wet 
Service Class 3 Structure exposed to weather or in a damp space 
outside 
  
Table 16. Partial factors 𝛾ெ for material properties  
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Table 17 shows the value of deflection limit, adapted from (NAS. SFS EN 
1995-1-1. Eurocode 5, 4). Moreover, as per EN 338, Strength classes and 
different characteristic values of timber are given in Table 18 (Ma 2018, 
32) 
 
Table 17. Limiting value for deflections  
 
 
Table 18. Strength classes and characteristic value of timber 
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Table 19 shows the modification factor for the duration of load and 
moisture and Table 19 shows the deformation factor (SFS EN 1995-1-1. 
Eurocode 5, 27 6 28) 
 
Table 19. Values of kmod  
 
 
Table 20. Values of kdef  
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5.4.1 General considerations for assembly 
Frame structures shall be analysed such that the deformations of the 
members and joints, the influence of support eccentricities and the 
stiffness of the supporting structure are taken into account in the 
determination of the member forces and moments. Connections are 
generally to be assumed as pinned rotation if their deformation has no 
significant effect upon the distribution of member forces and moments 
then those would be rotationally stiffed. (SFS EN 1995-1-1. Eurocode 5, 
33.). 
5.4.2 Tension parallel to the grain 
SFS EN 1995-1-1, Eurocode 5 discusses about tension in page number 36 
in which it is recommended that the following expression needs to be 
satisfied 
 
 σ(t,0,d) ≤ f(t,0,d) 
 
Where, 
σt,0,d Design tensile stress along the grain 
ft,0,d Design tensile strength along the grain 
5.4.3 Tension perpendicular to the grain 
The effect of the member size should be taken into account. 
5.4.4 Compression parallel to the grain 
SFS EN 1995-1-1, Eurocode 5 discusses about compression in page 
number 36 in which it is recommended that the following expression 
needs to be satisfied 
 
 σc,0,d ≤ fc,0,d 
 
Where, 
σc,0,d Design compressive stress along the grain 
fc,0,d Design compressive strength along the grain 
5.4.5 Compression perpendicular to the grain 
Compression perpendicular to the grain is discussed in SFS EN 1995-1-1, 
Eurocode 5, 36-37, in which it is recommended that the following 
expression needs to be satisfied 
 
 σc,90,d ≤ kc,90 fc,90,d  
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Where, 
σc,90,d Design compressive stress in the contact area perpendicular 
 to the grain 
fc,90,d Design compressive strength perpendicular to the grain 
kc,90 Factor taking into account the load configuration, possibility 
 of splitting and degree of compressive deformation (the 
 value is usually 1) 
5.4.6 Bending 
SFS EN 1995-1-1, Eurocode 5 discusses about bending in page number 41 
in which it is recommended that the following expression needs to be 
satisfied 
 
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+ 𝑘௠
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 1 
 
𝑘௠
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 1 
 
Where, 
𝜎௠,௬,ௗ and 𝜎௠,௭,ௗ Corresponding design bending stress along the axes 
𝑓௠,௬,ௗ and 𝑓௠,௭,ௗ Corresponding design bending strength along the axes 
km Factor (0.7 for rectangular and 1 for other cross sections) 
5.4.7 Shear 
SFS EN 1995-1-1, Eurocode 5 discusses about shear in page number 41 in 
which it is recommended that the following expression needs to be 
satisfied 
 𝜏ௗ ≤ 𝑓௩,ௗ 
Where, 
𝜏ௗ    Design shear stress 
fv,d     Design shear strength for the actual condition 
5.4.8 Combined bending and axial tension 
SFS EN 1995-1-1, Eurocode 5 discusses about combined bending and 
axial tension in page number 43 in which it is recommended that the 
following expression needs to be satisfied 
 
𝜎௧,଴,ௗ
𝑓௧,଴,ௗ
+
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+ 𝑘௠
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 1 
 
𝜎௧,଴,ௗ
𝑓௧,଴,ௗ
+ 𝑘௠
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 1 
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5.4.9 Combined bending and axial compression 
SFS EN 1995-1-1, Eurocode 5 discusses about combined bending and 
axial compression in page number 43 in which it is recommended that 
the following expression needs to be satisfied 
 
ቆ
𝜎௧,଴,ௗ
𝑓௧,଴,ௗ
ቇ
ଶ
+
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+ 𝑘௠
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 1 
 
ቆ
𝜎௧,଴,ௗ
𝑓௧,଴,ௗ
ቇ
ଶ
+ 𝑘௠
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 1 
5.4.10 Columns subjected to either compression or combined compression and 
bending  
In this section, relative slenderness of the timber column member plays 
an important role to satisfy the equations. Different mathematical 
expression regarding compression or combined compression and 
bending are stated below (SFS EN 1995-1-1. Eurocode 5, 44-45). 
𝜆௥௘௟௬ =
𝜆௬
𝜋 ඨ
𝑓௘,଴,௞
𝐸଴,଴ହ
 
𝜆௥௘௟௭ =
𝜆௭
𝜋 ඨ
𝑓௘,଴,௞
𝐸଴,଴ହ
 
Where, 
E0.05      Fifth percentile value of modulus of elasticity 
λrel,y Relative slenderness ratio corresponding to bending about 
 y-axis (λrel,y ≤ 0.3 𝑛𝑜𝑡 𝑎𝑝𝑝𝑙𝑖𝑐𝑎𝑏𝑙𝑒 𝑓𝑜𝑟 𝑡𝑟𝑢𝑠𝑠) 
λrel,z Relative slenderness ratio corresponding to bending about 
 z-axis (λrel,z ≤ 0.3 𝑛𝑜𝑡 𝑎𝑝𝑝𝑙𝑖𝑐𝑎𝑏𝑙𝑒 𝑓𝑜𝑟 𝑡𝑟𝑢𝑠𝑠) 
ቆ
𝜎௖,଴,ௗ
𝑘௖,௬𝑓௖,଴,ௗ
ቇ
ଶ
+
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+ 𝑘௠
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 1 
 
ቆ
𝜎௖,଴,ௗ
𝑘௖,௭𝑓௖,଴,ௗ
ቇ
ଶ
+ 𝑘௠
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 1 
𝑘௖,௬ =
1
𝑘௬ + ට𝑘௬ଶ − 𝜆௥௘௟,௬ଶ
 
𝑘௖,௭ =
1
𝑘௭ + ට𝑘௭ଶ − 𝜆௥௘௟,௭ଶ
 
 
𝑘௬ = 0.5൫1 + 𝛽௖൫𝜆௥௘௟,௬ − 0.3൯ + 𝜆௥௘௟,௬ଶ ൯ 
 
𝑘௭ = 0.5൫1 + 𝛽௖൫𝜆௥௘௟,௭ − 0.3൯ + 𝜆௥௘௟,௭ଶ ൯ 
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Where, 
𝛽ఖ is a factor for members within the straightness limits 
𝛽௖ = 0.2 for solid timber 
𝛽௖ = 0.1 for glued laminated timber and LVL 
 
Figure 27 shows the component of deflection, adapted from (SFS EN 
1991-1-4. Eurocode 1, 56) on the other hand, Table 21 shows the limiting 
value of beam deflections, adapted from SFS EN 1995-1-1. Eurocode 5, 
56. 
 
 
Figure 27. Component of deflection  
Table 21. Limiting values for deflections of beam  
 
5.5 Timber connection with fastener 
According to (SFS EN 1995-1-1. Eurocode 5, 59), for one row of fasteners 
parallel to the grain direction, the effective characteristics load-carrying 
capacity parallel to the row, should be taken as: 
𝐹௩.௘௙.ோ௞ = 𝑛௘௙𝐹௏.ோ௞ 
Where, 
𝐹௩.௘௙.ோ௞  The effective characteristic load-carrying capacity of one 
 row of fasteners 
𝑛௘௙         The effective number of fasteners in line parallel to the 
 grain. 
𝐹௏.ோ௞      The characteristic load-carrying capacity of each fastener 
 parallel to the grain. 
 
According to (SFS EN 1995-1-1. Eurocode 5, 61), it is important to take 
into account the possibility of splitting caused by the tension force 
component, Fedsinα, perpendicular to the grain, the following shall be 
satisfied: 
𝐹௩,ாௗ ≤ 𝐹ଽ଴,ோௗ 
 
 
39 
 
 
 
And 
 
𝐹௩,ாௗ = 𝑚𝑎𝑥 ൜
𝐹௩,ாௗ.ଵ
𝐹௩,ாௗ.ଶ
 
 
 
Where, 
𝐹ଽ଴,ோௗ  The design splitting capacity calculated from the 
 characteristic splitting capacity 
𝐹ଽ଴,ோ௞  The characteristic splitting capacity 
𝐹௩,ாௗ.ଵ, 𝐹௩,ாௗ.ଶ The design shear forces on either side of the connection. 
 
For softwoods, the characteristic splitting capacity for the arrangement 
should be taken as: 
𝐹ଽ଴,ோ௞ = 14𝑏𝑤ඩ
ℎ௖
1 − ℎ௖ℎ
 
Where: 
 
𝑤 = ൞𝑚𝑎𝑥 ൝
ቀ
𝑤௣௟
100
ቁ
଴.ଷହ
1
𝐹𝑜𝑟 𝑝𝑢𝑛𝑐ℎ𝑒𝑑 𝑚𝑒𝑡𝑎𝑙 𝑝𝑙𝑎𝑡𝑒 𝑓𝑎𝑠𝑡𝑒𝑛𝑒𝑟𝑠
1                                               𝐹𝑜𝑟 𝑎𝑙𝑙 𝑜𝑡ℎ𝑒𝑟 𝑓𝑎𝑠𝑡𝑒𝑟𝑛𝑒𝑟𝑠
 
And 
𝐹ଽ଴,ோ௞  The characteristic splitting capacity, in N 
𝑤 A modification factor 
ℎ௖  The load edge distance to the center of the most distant 
fasteners or to the edge of the punched metal fasteners in 
mm 
ℎ The member height in mm 
𝑤௣௟ The width of the punched metal plate fastener parallel to 
the grain, in mm 
5.5.1 Timber to timber connection  
According to SFS EN 1995-1-1. Eurocode 5, 62, the characteristic capacity 
for nails, staples, bolts, dowels and screw per shear plane per fastener 
should be taken as the minimum value found in the following 
expressions: 
 
For fasteners in single shear: 
𝐹௩,ோ௞
= 𝑚𝑖𝑛
⎩
⎪
⎨
⎪
⎧
𝑓௛.ଵ.௞𝑡ଵ𝑑                                                                                                                
𝑓௛.ଶ.௞𝑡ଶ𝑑                                                                                                                
𝑓௛.ଵ.௞𝑡ଵ𝑑
1 + 𝛽
቎ඨ𝛽 + 2𝛽ଶ ቈ1 +
𝑡ଶ
𝑡ଵ
+ ൬
𝑡ଶ
𝑡ଵ
൰
ଶ
቉ + 𝛽ଷ ൬
𝑡ଶ
𝑡ଵ
൰
ଶ
− 𝛽 ൬1 +
𝑡ଶ
𝑡ଵ
൰቏ +
𝐹௔௫,ோ௞
4
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𝐹௩,ோ௞ = 𝑚𝑖𝑛
⎩
⎪
⎪
⎪
⎨
⎪
⎪
⎪
⎧
1.05
𝑓௛.ଵ.௞𝑡ଵ𝑑 
1 + 𝛽
቎ඨ2𝛽(1 + 𝛽) +
4𝛽(2 + 𝛽)𝑀௬,ோ௞
𝑓௛.ଵ.௞𝑡ଶଶ
− 𝛽቏ +
𝐹௔௫,ோ௞
4
1.05
𝑓௛.ଵ.௞𝑡ଶ𝑑 
1 + 2𝛽
቎ඨ2𝛽ଶ(1 + 𝛽) +
4𝛽(1 + 2𝛽)𝑀௬,ோ௞
𝑓௛.ଵ.௞𝑡ଶଶ
− 𝛽቏ +
𝐹௔௫,ோ௞
4
1.15ඨ
2𝛽
1 + 𝛽 ට
2𝑀௬,ோ௞𝑓௛.ଵ.௞𝑑 +
𝐹௔௫,ோ௞
4
                                                  
 
 
For fasteners in double shear: 
𝐹௩,ோ௞ = 𝑚𝑖𝑛 ቊ
𝑓ℎ.1.𝑘𝑡1𝑑     
0.5𝑓ℎ.1.𝑘𝑡2𝑑
 
𝐹௩,ோ௞
= 𝑚𝑖𝑛
⎩
⎪⎪
⎨
⎪⎪
⎧1.05
𝑓ℎ.1.𝑘𝑡1𝑑 
1 + 𝛽 ቎ඨ2𝛽(1 + 𝛽) +
4𝛽(2 + 𝛽)𝑀𝑦,𝑅𝑘
𝑓ℎ.1.𝑘𝑡2
2 − 𝛽቏ +
𝐹𝑎𝑥,𝑅𝑘
4
1.15ඨ
2𝛽
1 + 𝛽 ට2𝑀𝑦,𝑅𝑘𝑓ℎ.1.𝑘𝑑 +
𝐹𝑎𝑥,𝑅𝑘
4                                              
 
With 
 
𝛽 =
𝑓௛.ଶ.௞
𝑓௛.ଵ.௞
 
 
Where, 
𝐹௩,ோ௞ The characteristic load-carrying capacity per shear plane per 
 fastener 
ti The timber or board thickness or penetration depth with I 
 either 1 or 2. 
 
𝑓௛.ଵ.௞ The characteristic embedment strength in timber member i 
𝑑 The fastener diameter 
𝑀௬,ோ௞ The characteristic fastener yield moment 
𝛽 The ratio between the embedment strength of the 
 members 
𝐹௔௫,ோ௞ The characteristic axial withdrawal capacity of the fastener 
 
The first term on the right hand side is the load-carrying capacity 
according to the Johansen yield theory, while the second term is the 
contribution from the rope effect. The contribution to the load-carrying 
capacity due to the rope effect should be limited to the following 
percentage of the Johansen part: Round nails 15%, square nails 25%, 
other nails 50%, screws 100%, bolts 25% and dowels 0%. (SFS EN 1995-1-
1. Eurocode 5, 62). 
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5.5.2 Nailed connections 
If the characteristic density of the timber is greater than 500 kg/m³ and 
the diameter d of the nail exceeds 8 mm then, timber should be pre-
drilled. For smooth nails the pointside penetration length should be at 
least 8d and always, at least two nails in a connection. (SFS EN 1995-1-1. 
Eurocode 5, 65). However, for smooth nails produced from wire with a 
minimum tensile strength of 600 N/mm², the following characteristic 
values for yield moment should be used: 
 
𝑀௬,ோ௞ = ൜
0.3𝑓௨𝑑ଶ.଺      𝑓𝑜𝑟 𝑟𝑜𝑢𝑛𝑑 𝑛𝑎𝑖𝑙𝑠
0.45𝑓௨𝑑ଶ.଺   𝑓𝑜𝑟 𝑠𝑞𝑢𝑎𝑟𝑒 𝑛𝑎𝑖𝑙𝑠
 
 
For nails with diameters up to 8 mm, the following characteristics 
embedment strengths in timber and LVL apply: 
 
Without predrilled holes, 
𝑓௛,௞ = 0.082𝜌௞𝑑ି଴.ଷ  𝑁/𝑚𝑚ଶ 
With predrilled holes, 
𝑓௛,௞ = 0.082(1 − 0.01𝑑)𝜌௞     𝑁/𝑚𝑚ଶ 
Where, 
 
𝜌௞  The characteristic timber density, in kg/m3 
D The nail diameter, in mm 
 
Figure 28 states the meaning of t1 and t2, adapted from (SFS EN 1991-1-
4. Eurocode 1, 66) and Figure 29 expresses the overlapping situation of 
nails. 
 
 
Figure 28. Definitions of t1 and t2 where (a) single shear connection 
and (b) double shear connection 
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Figure 29. Overlapping nails 
𝑛௘௙ = 𝑛௞೐೑  
Where, 
 
nef The effective number of nails in the row 
n Number of nails in a row 
kef Interpolation 
 
According to SFS EN 1995-1-1. Eurocode 5, 67, the values of the 
interpolation of nails are expressed below in Table 22. 
 
Table 22. Values of kef  
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Acording to SFS EN 1995-1-1. Eurocode 5, 68 & 69, minimum spacing and 
edge and end distances for nails are shown in Table 23 whereas, 
positioning of nails both perpendicular and parallel to the grain is shown 
in Figure 30. 
 
Table 23. Minimum spacings and edge and end distances for nails  
 
 
 
Figure 30. Spacing (a) parallel to the grain in a row and (b) 
perpendicular to the grain between rows (SFS EN 1991-1-
4. Eurocode 1, 69) 
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Predrill required: 
for normal timber, 𝑡 ≤ 𝑚𝑎𝑥 ቊ
7𝑑
(13𝑑 − 30) ఘೖ
ସ଴଴
 
for splitting sensitive timber, 𝑡 ≤ 𝑚𝑎𝑥 ቊ
14𝑑
(13𝑑 − 30) ఘೖ
ଶ଴଴
 
Again, the 2nd formula would be applicable in every case if, 
𝑎ସ ≥ 10𝑑 and 𝜌௞ ≤ 420𝑘𝑔/𝑚ଷ 
𝑎ସ ≥ 10𝑑 and 420 𝑘𝑔/𝑚ଷ ≤ 𝜌௞ ≤ 420 𝑘𝑔/𝑚ଷ 
5.5.3 Modified considerations for truss 
SFS EN 1995-1-1, Eurocode 5 discusses about truss in page numbers 93-
94, in which it is recommended that the following expression needs to be 
satisfied 
ቆ
𝜎௖,଴,ௗ
𝑘௖,௬𝑓௖,଴,ௗ
ቇ
ଶ
+
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+ 𝑘௠
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 0.9 
 
ቆ
𝜎௖,଴,ௗ
𝑘௖,௭𝑓௖,଴,ௗ
ቇ
ଶ
+ 𝑘௠
𝜎௠,௬,ௗ
𝑓௠,௬,ௗ
+
𝜎௠,௭,ௗ
𝑓௠,௭,ௗ
≤ 0.9 
 
For the strength verification of members in compression and 
connections, the calculated axial forces should be increased by 10 
%.When a simplified analysis is carried out for trusses which are loaded 
at the nodes, the tensile and compressive stress ratios as well as the 
connection capacity should be limited to 70 %. All joints should be 
capable of transferring a force Fr,d acting in any direction within the plane 
of the truss. Fr,d should be assumed to be of short-term duration, acting 
on timber in service class 2, with the value:  
   
  Fr,d = 1.0 + 0.1L 
5.6 Design of partition wall 
Most of the cases, partition walls are found as no-load bearing members. 
But here, partition walls carry the most load of the building. According to 
NAS. SFS EN 1992-1-1. Eurocode 2, 3, Table 24 shows partial factors of 
materials used in ultimate limit state. 
   
Table 24. Partial factors of materials for ultimate limit state  
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Concrete cover is necessary to save the reinforcement from the external 
environmental conditions. It differs from various matters. According to 
NAS. SFS EN 1992-1-1. Eurocode 2, 5, some standards are pre-set in this 
issue regard. Table 25 represents the value of minimum concrete cover. 
 
Table 25. Value of minimum concrete cover  
 
The allowed deviation Δcdev is normally 10 mm. 
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As mentioned earlier in the writing, concrete has the wide range of 
strength nowadays. The strength class and deformation characteristics 
for concrete are defined in SFS EN 1992-1-1. Eurocode 2, 29. Table 26 
shows the strength classes for concrete. 
 
Table 26. Strength and deformation characteristics for concrete  
 
Tables 27 and 28 show the exposure classes of concrete and their 
structural classifications. (SFS EN 1992-1-1. Eurocode 2, 48 & 50) 
 
47 
 
 
 
Table 27. Exposure classes related to environmental conditions ‘ 
 
 
Table 28. Recommended structural classifications  
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5.6.1 Creep 
 
The effect of creep shall be taken into account in second order analysis 
with due consideration of both the general conditions for creep, and the 
duration of different loads in the load combination considered. (SFS EN 
1992-1-1. Eurocode 2, 68). The duration of loads may be taken into 
account in a simplified way by means of an effective creep ratio, which 
used together with the design load, gives a creep deformation 
(curvature) corresponding to the quasi-permanent load: 
𝜑௥௘௙ = 𝜑(ఈ,௧బ). 𝑀଴ா೜೛ 𝑀଴ாௗ⁄  
Where, 
𝜑(ఈ,௧బ)  The final creep coefficient 
𝑀଴ா೜೛   The first order bending moment in quasi-permanent load 
 combination (SLS) 
𝑀଴ாௗ   The first order bending moment in design load combination 
 (ULS) 
If 𝑀଴ா೜೛ 𝑀଴ாௗ⁄  varies in a member or structure, the ratio may be 
 calculated for the section  with maximum moment, or a 
 representative mean value may be used. 
 
The effect of creep may be ignored, if the following conditions are met 
𝜑(ఈ,௧బ) ≤ 2 
𝜆 ≤ 75 
𝑀଴ாௗ 𝑁ாௗ⁄ ≥ ℎ 
Here, 
 𝑀଴ாௗ   The first order moment and  
h  The cross section depth in the corresponding direction 
 
Tables 29 and 30 show the relationship between crack control and the 
thickness of rebar corresponding to bar spacing respectively (SFS EN 
1992-1-1. Eurocode 2, 123).  
 
Table 29. Maximum bar diameter 𝜙௦ for crack control  
 
 
Table 30. Maximum bar spacing for crack control 
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As stated about the creep and environmental condition in SFS EN 1992-
1-1. Eurocode 2, 31, Figure 32 reflects the same matter here.  
 
Figure 31. Method for determining the creep coefficient 𝜑(∞, 𝑡଴) for 
concrete under normal environmental conditions  
Where, 
h0 The notional size of the cross section in mm 
t0 The age of the concrete at time of loading in days 
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5.6.2 Ultimate limit state  
Design resistance to bending and axial force In the case of walls, subject 
to the provision of adequate construction details and curing the imposed 
deformations due to the temperature or shrinkage may be ignored. The 
stress-strain relations for plain concrete should be taken into account. 
(SFS EN 1992-1-1. Eurocode 2, 194). Table 32 shows the characteristic of 
plain walls and the axial resistance of a rectangular cross-section with a 
uniaxial eccentricity in the direction of hw may be taken as: 
 
𝑁ோௗ = 𝜂𝑓௖ௗ × 𝑏 × ℎ௪ × (1 − 2𝑒 ℎ௪⁄ ) 
Where, 
𝜂𝑓௖ௗ  The design effective compressive strength 
B  The overall width of the cross-section 
ℎ௪  The overall depth of the cross-section 
E  The eccentricity of 𝑁ாௗ  in the direction of ℎ௪ 
 
Figure 32. Notation for plain walls 
5.6.3 Slenderness of wall for buckling  
According to SFS EN 1992-1-1. Eurocode 2, 195, the slenderness of a 
column or wall is given by 
𝜆 = 𝑙଴ 𝑖ൗ  
Where, 
i  The minimum radius of gyration 
𝑙଴  The effective length of the member which can be assumed 
 to be 
𝑙଴ = 𝛽. 𝑙௪ 
Where,  
𝑙௪  The clear height of the member 
𝛽  Coefficient which depends on the support conditions: 
 For normal columns 𝛽=1 should in general be assumed. 
 For cantilever columns or walls 𝛽=2  
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The slenderness of a wall in plain concrete cast in situ should generally 
not exceed  
  𝜆 = 86 𝑖. 𝑒. ௟బ
௛ೢ
= 25  
 
Figure 33 states the effective lengths during buckling and Table 31 shows 
different values of in various conditions respectively. (SFS EN 1992-1-1. 
Eurocode 2, 66 & 195). 
 
 
Figure 33. Buckling modes and effective lengths for isolated 
members  
Table 31. Values of β for different edge conditions  
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5.6.4 Simplified design method for walls and columns  
According to SFS EN 1992-1-1. Eurocode 2, 197, in absence of a more 
rigorous approach, the design resistance in terms of axial force for a 
slender wall or column in plain concrete may be calculated as follows: 
𝑁ோௗ = 𝜂𝑓௖ௗ × 𝑏 × ℎ௪ × 𝑓௖ௗ × ∅ 
Where,  
𝑁ோௗ  The axial resistance 
𝑏  The overall width of the cross-section 
ℎ௪  The overall depth of the cross-section 
∅  Factor taking into account eccentricity, including second 
 order effects and normal effects of creep 
 
For braced members, the factor ∅ may be taken as: 
∅ = (1.14 × (1 − 2𝑒௧௢௧ ℎ௪⁄ ) − 0.02 × 𝑙௖ ℎ௪⁄ ) ≤ (1 − 2𝑒௧௢௧ ℎ௪⁄ ) 
Again, 
𝑒௧௢௧ = 𝑒଴ + 𝑒௜ 
Where, 
𝑒଴  The first order eccentricity including, where relevant, the 
 effects of floors (e.g. possible clamping moments 
 transmitted to the wall from a slab) and horizontal actions 
𝑒௜  The additional eccentricity covering the effects of 
 geometrical imperfections 
 
5.7 Foundation engineering 
According to lecture notes by Mustonen, 2016, bulk density of soil in 
general is 2.65g/cm3 = 26 KN/m3. All the equations regarding foundation 
engineering mentioned in this section are also extracted from his 
lectures. 
 
Bearing capacity of soil: 
𝛿௔௟௟௢௪௘ௗ = 𝛾ଵ × 𝑁஽ × 𝐷 + 1 2ൗ × 𝛾ଶ × 𝑁஻ × 𝐵 
𝛾ଶ = 𝛾ଵ − 10 
Where, 
The smaller depth of the foundation is always counted to determine D. 
 
𝛾ଵ Bulk weight volume of soil above the footing 
𝛾ଶ  Bulk weight volume of soil under the footing 
D  Depth of footing from the zero plane. 
B  Width of footing. 
𝑁஻ 𝑁஽⁄  Factor of safety for friction 
 
 ϕ஽ = tanିଵ ቀ
୲ୟ୬ థೖ
ி.ை.ௌ
ቁ 
 
F.O.S. = Factor of safety 
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 𝑁஽ = ቂtan ቀ45ఖ +
థವ
ଶ
ቁቃ
ଶ
× 𝑒஠୲ୟ୬ థ೏  
 𝑁஻ = 2(𝑁஽ − 1) × tan 𝜙஽  
 
Soil pressure for friction type of soil: 
 At rest,  𝑃ఖ = 𝛿̅(1 − sin 𝜙஽) 
 Active, 𝑃௔ = 𝛿̅ ቂtan ቀ45ఖ −
థವ
ଶ
ቁቃ
ଶ
   ∵   𝐶 = 0 
 Passive, 𝑃௣ = 𝛿̅ ቂtan ቀ45ఖ +
థವ
ଶ
ቁቃ
ଶ
  ∵   𝐶 = 0 
 
Soil pressure for cohesion type of solid: 
 At rest, 𝑃଴ = 𝛿 ഥ   ∵   𝜙௞ = 0 
 Active,  𝑃௔ = 𝛿̅ − 2𝐶  ∵   𝜙 = 0 
 Passive, 𝑃௣ = 𝛿̅ + 2𝐶  ∵   𝜙 = 0 
 
Here,  
𝜙௞ Characteristic friction angle 
C  Cohesion 
 
Table 32 gives information regarding friction angle (SFS EN 1997-2. 
Eurocode 7, 129) and Table 33 shows load bearing capacity of soil (BNBC 
2006, 10667). 
 
Table 32. Effective angle of shearing resistance  
 
 
Table 33. Presumptive values of bearing capacity for lightly loaded 
structures 
Type of material Safe bearing capacity, kPa 
Soft rock or shale 440 
Gravel, sandy gravel, silty sandy gravel, 
very dense and offer high resistance to 
penetration during excavation (soil shall 
include into groups GW, GP, GM, GC) 
 
400 
Sand (other than fine sand), gravelly sand, 
silty sand; dry (soil shall include the 
groups  SW, SP, SM, SC) 
 
200 
Fine sand; loose and dry (soil shall include 
the groups SW, SP) 
100 
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Slit, clayey slit, clayey sand, dry lumps 
which can be easily crushed by finger (soil 
shall include the groups ML, MI, SC, MH) 
 
150 
Clay, sandy clay; can be indented with 
strong thumb pressure (soil shall include 
the groups CL, CI,CH)  
 
150 
Soft clay; can be indented with modest 
thumb pressure (soil shall include groups 
CL, CI, CH) 
100 
Very soft clay; can be penetrated several 
centimeters with thumb pressure (soil 
shall include the groups CL, CI, CH) 
 
50 
Organic clay and peat (soil shall include 
the groups OI, OH, OL, Pt) 
To be determined after 
investigation. 
Fills To be determined after 
investigation. 
5.8 Thermal transmittance and building behaviour  
The instructions given in Annex C4. NBCF 2003, 5-7, provide a method of 
calculating thermal transmittance (U) for building components and 
structures. Test results may also be utilized when the calculation is 
unreasonably difficult or the input information necessary for calculation 
is determined experimentally. An individual measuring result of thermal 
transmittance is valid only for the tested structure under measuring 
conditions. When the calculation of thermal transmittance is 
unreasonably difficult, it is, however, possible to estimate the thermal 
transmittance for a structure applicable to practical design on the basis 
of test results.  
5.8.1 Homogeneous structure 
The aim must be to take into account any inaccuracies in measuring, any 
practical variations of the characteristics of the structure and the 
materials e.g. homogeneous used in it, the effects of moisture content of 
the materials in accordance with the construction design and any 
possible irreversible changes to thermal conductivity of building 
materials during the service life. Over all resistance R and U value 
 R=R1+R2+…..Rsi+Rse      
Where,  
 R1 = 
ௗభ
ఒభ
 , R2 = 
ௗమ
ఒమ
,……൜
𝑑ଵ, 𝑑ଶ, … . . … (𝑚)
𝜆ଵ, 𝜆ଶ, … (𝑊/(𝑚. ௢ 𝐶)
 
 U= ଵ
ோ
 
[𝑅] = (𝑚ଶ ଴𝐶/𝑊)  
𝜆 Thermal conductivity  
d Thickness of a layer  
Rsi, Rse Internal and external surface resistances (𝑚ଶ ଴𝐶/𝑊) 
U Thermal transmittance = (𝑊/(𝑚. ௢ 𝐶)) 
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5.8.2 Non-homogeneous structure 
If a part of building envelope includes both homogeneous and non-
homogenous layers next to each we can calculate the upper limit (RU) 
and lower limit (RL) for the over-all thermal resistance. The average 
value of those limits is then given as the over-all thermal resistance (R). 
𝑅 =
𝑅௎ + 𝑅௅
2
 (𝑚ଶ ଴𝐶/𝑊) 
More precise value for R can be achieved with following formula: 
𝑅 =
𝑅௎ + 2𝑅௅
3
 (𝑚ଶ ଴𝐶/𝑊) 
𝑈𝑝𝑝𝑒𝑟 𝑙𝑖𝑚𝑖𝑡, 𝑅௎ =
𝐴
𝐴௔
𝑅௔
+ 𝐴௕𝑅௕
+ ⋯ + 𝐴௡𝑅௡
  (𝑚ଶ ଴𝐶/𝑊) 
A Area of the whole structural part (wall, ceiling..etc.) (m2) 
Aa,Ab,…,An Areas of different parts a,b,…n, assembly (m2) 
Ra,Rb,…,Rn Over-all thermal resistances of parts a, b,…,n (𝑚ଶ ଴𝐶/𝑊) 
 
Lower limit,  
 RL = R1+R2+…..+Ri+……+ Rsi+Rse 
Where, 
R1,R2,… Ri are thermal resistanced of layers in 1,2,…,i 
Lower limit is calculated basically with the logic for homogeneous and 
non-homogeneous layers. All non-homogeneous layers must be 
calculated as 
𝑅௜ =
𝐴
𝐴௔
𝑅௜௔
+ 𝐴௕𝑅௜௕
+ ⋯ + 𝐴௡𝑅௜௡
 
Where, 
   𝑅௜௔ =
ௗ೔
ఒೌ
 ,   𝑅௜௕ =
ௗ೔
ఒ್
    etc ., concerning layer i 
 
The above described method gives accurate enough values for over-all 
thermal resistance mainly for timber-framed buildings. Thermal 
conductivity of wooden material or brick or even concrete is not nearly 
as dramatically great as metallic materials. Addition to the U-value of a 
structural part, caused by the thermal bridges, can be calculated with the 
formula: 
∆U୔ =
n
A
∆G୔    𝑎𝑛𝑑 
∆U୐ =
L
A
∆G୐ 
Where, 
n The amount of similar local thermal bridges in a structural 
 part 
A The area of the structural part (m2) 
L Length (m) of similar linear thermal bridges in a structural 
 part 
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Table 33 shows thermal transmittance of different materials (Annex C4. 
NBCF 2003, 3), Table 35 gives the value of moisture resistant of building 
materials (Korkeamäki, 2017) and Table 36 provides the data for 
moisture generation in normal air pressure (Korkeamäki, 2017). 
 
Table 34. Thermal transmittance of different building materials  
 
 
Table 35. Water vapour resistant value for different building materials  
Materials with their thickness in mm ZV (s/m) (Typical) 
Polyethylene 0.2 
Air gap 100 
Concrete 100 
Timber 100 
Brick 100 
Mineral or Rock wool 100 
Polystyrene 100  
polyurethane 100 
Gypsum or Plaster board 13 
plywood 13 
Paints 
3500 × 103 
4 × 103 
150 × 103 
400 × 103 
32 × 103 
8 × 103 
100 × 103 
1300 × 103 
4 × 103 
50 × 103 
50 × 103 
 
Table 36. Water vapour content and partial pressure index in normal 
air pressure 1.01 bar 
 t0C  Vk (g/m3)  Pk (Pa)  t0C  Vk(g/m3)  Pk (Pa)  t0C  Vk (g/m3)  Pk (Pa) 
-20 0.87 102 14 12.1 1602 48 75.67 11207 
-19 0.95 111 15 12.86 1708 49 79.33 11786 
-18 1.04 122 16 13.65 1820 50 83.14 12390 
-17 1.14 135 17 14.49 1939 51 87.1 13020 
-16 1.25 149 18 15.37 2064 52 91.21 13677 
-15 1.38 164 19 16.3 2197 53 95.48 14362 
-14 1.52 181 20 17.28 2337 54 99.92 15075 
-13 1.67 200 21 18.31 2484 55 104.5 15818 
-12 1.83 221 22 19.4 2640 56 109.3 16592 
-11 2.01 242 23 20.54 2805 57 114.2 17397 
-10 2.2 266 24 21.74 2979 58 119.4 18234 
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-9 2.4 292 25 23 3162 59 124.7 19105 
-8 2.61 319 26 24.32 3355 60 130.2 20010 
-7 2.84 348 27 25.71 3559 61 135.9 20951 
-6 3.08 379 28 27.17 3773 62 141.9 21928 
-5 3.33 412 29 28.7 3999 63 143 22943 
-4 3.6 447 30 30.31 4237 64 154.3 23997 
-3 3.89 485 31 31.99 4487 65 160.9 25090 
-2 4.19 524 32 33.75 4750 66 167.7 26224 
-1 4.51 566 33 35.6 5027 67 174.7 27401 
0 4.85 611 34 37.54 5317 68 181.9 28620 
1 5.21 658 35 39.56 5622 69 189.4 29884 
2 5.58 708 36 41.68 5940 70 197.1 31194 
3 5.98 762 37 43.89 6278 71 205.1 32551 
4 6.4 818 38 46.21 6631 72 213.3 33956 
5 6.84 878 39 48.63 7000 73 221.8 35410 
6 7.31 941 40 51.16 7388 74 230.6 36915 
7 7.8 1008 41 53.79 7793 75 239.6 38471 
8 8.32 1079 42 56.54 8218 76 248.9 40082 
9 8.87 1154 43 59.41 8663 77 258.5 41747 
10 9.45 1234 44 62.4 9127 78 268.4 43468 
11 10.06 1318 45 65.52 9614 79 278.6 45247 
12 10.71 1408 46 68.77 10122 80 289.1 47084 
13 11.38 1502 47 72.15 10653       
5.9 Energy Efficiency of the building  
Vänskä 2016 & Ympäristöministeriönohjeet-D5 2012 state energy 
consumption for structures, hot water, leakage air and ventilation 
  Qtot = Qs+Qhw+Ql+Qv 
                  Qs     = Qwa+Qr+Qwi +Qf+Qd +Qtb 
  Qs    = ∑UA× Td /1000 (kWh) 
Td =Degree day = ∑((Tin−Tout)×t) 
 
Where, 
Tin Indoor temperature of the building 
Tout Outdoor temperature of the building 
 
Calculating Td: 
if Tin = 17 oC and Tout = −5oC 
Td = (17oC – (-)5oC×24h×365d= 192720 oCh 
 
Influence of floor against earth 
Tearth,a = Tmeanout,a + 3..7oC 
 
Thermal bridge,  
  QHB = ∑ lhb ×Ѱhb × ∑((Tin−Tout)×t) /1000 
         = ∑ lhb × Ѱhb × Td 
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Where, 
lhb  Line length of thermal, bridge, m 
Ѱhb  Additional conductance, W/(mK) 
Td  Degree day 
 
Heat consumption caused by air leakage, 
  QL = ρ×c×qL ×Td kWh 
  qL = q50/(3600 × 𝑥)×Aenv 
  q50= n50× V/Aenv 
Where, 
qL  Leakage air flow rate (m3/s) 
Td  Degree day 
q50 Leakage air number of building envelope, m3/h (m2) 
x  Factor depending on floors e.g. 1 floor x=35, 
Aenv  Area of building envelope incl. Floor, m2 
n50  Air leakage number of building, 1/h 
V Air volume of building, m3 
 
Energy consumption Ventilation, 
  QV = ρ×c×qV×td×tv ×Td×(1-η) kWh 
Where, 
qV Ventilation flow (m3/s) 
ρ  Air density (1.2kg/m3) 
c  Specific heat capacity of air (1.0 kJ/kgK) 
td Daily run time ratio h/24h 
tv Weekly run time ratio d/7d 
Td  Degree day (oC24h) 
η  Efficiency of heat recovery ( e.g. 50 % = 0.5) 
 
Energy consumption Domestic hot water, 
QHW = ρw×cw×Vw(Th−Tc)/3600 kWh/ η – QHWHR+ QHWS+ QHWcirc 
 
Where, 
ρw  Density of water (1000 kg/m3) 
cw  Specific heat capacity, water (4.19 kJ/kgK) 
Vw  Hot water consumption (m3) 
Th −Tc  Water temperatures, hot, cold (K) 
QHWHR  Heat recovery from waste water 
QHWS+ QHWcirc Hot water storage and circulation losses 
 
Electricity consumption of lighting, 
 Wlight = ∑ P × A × Δt × f 
 
Wlight  Electricity consumption of lighting, kWh 
P  Total power for lighting in a room / room, area, W/m² 
A  Room area, m2 
Δt  Lights on time, h 
f  Control mode of lighting (0,7..1,0) 
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Overall energy consumption of building is calculated from purchased 
energy by using coefficients of energy mode, 
E = (fDHQDH + fDcoolQDcooling+ ∑ffuelQfuels+ felectricityWelectricity )/ Anet 
 
Where, 
E  Purchased energy for building, kWh/m2,a 
QDH District Heat energy consumption, kWh/a 
QDcooling  District cooling energy consumption, kWh/a 
Qfuels  Fuels energy consumption, kWh/a 
Welectricity  Electricity consumption, deducted with self-produced 
 electricity used in building, kWh/a 
fDH  Coefficient for district heat 0.7 
fDC  Coefficient for district cooling 0.4 
ffuel Coefficient for fuels used 0.5 renewables, 1.0 fossil fuel 
felectricity  Coefficient for electricity 1.7 
Anet Heated net area of building, m² 
5.10 Fire safety requirement 
Roof coverings shall be made so that a fire does not spread in the roof 
covering or its substrate in a hazardous manner. Roof coverings shall in 
general be of class BROOF(t2). Table 37 and Table 38 denote the limit of 
the building size regarding fire classes and maximum number of 
occupants of any building. (Annex E1. NBCF 2002, 10). Table 39 shows 
different class of load bearing building elements regarding fire classes 
(Annex E1. NBCF 2002, 14). 
 
Table 37. Restrictions on the size of the buildings  
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Table 38. Maximum number of occupants in a building  
 
 
Table 39. Class requirements for loadbearing constructions  
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Table 40 expresses different class requirements for fire separating 
building elements (Annex E1. NBCF 2002, 15). 
 
Table 40. Class requirements for fire separating building elements  
 
 
Table 41. Class requirements for fire walls (Annex E1. NBCF 2002, 12) 
 
 
In addition, all the minimum conditions mentioned in Annex G1 NBCF 
2005 have fulfilled in order to design this building. 
6 ARCHITECTURAL DESIGN 
6.1 Primary data and preliminary overview 
The building is going to locate in an urban area not close to the sea, at 
109 m AMSL with the terrain category III for wind actions. It is a two 
storied residential building where the roof is not open to the dwellers. 
The total are of the plot is slightly over 333 m2 out of which 224 m2 that 
means about 67% of the plot will be built area. In the plan, the 
dimensions of the building are 16 m × 14 m. The roof top height of the 
building is assumed less than 10 m. In addition, the working life of the 
building is considered very typical as 50 years. 
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6.2 Basic geometry of the building 
The structure comprises mainly timber together with both reinforced 
and non-reinforced concrete frame with the fire class P3. The wall and 
the roof are generally well thermally insulated. In addition to this, frost 
insulation is used under the ground floor slab and around the 
foundation. Non-reinforced precast load bearing 120 mm and 150 mm 
thick concrete walls are assumed to be used for frame and partition wall 
respectively. The center to center height of each floor is 3.2 m including 
300 mm thick floor slab. Pre-fabricated hollow core slabs can be used in 
the intermediate floor. The roof slope is 150. In fine, wall footing is an 
ideal condition in this project for foundation design. 
6.3 Detailed architectural design 
6.3.1 General information 
Total height of the building with 150 roof slopes is determined as 8.8 m 
from the plane. The top edge of the chimney is 700 mm high from the 
roof top. Metal sheet is used on the roof instead of roof tiles. On the 
other hand, timber cladding is used for the external wall surface. The 
building has a balcony, the main entrance and attached parking for a 
single car. Both the front door and parking gate are south faced.  It has 
also a cellar in which there is a sauna that will be shown later in the 
section view. However, the overall dimension of the building regarding 
height, width and length is 8.8 m × 14 m × 16 m. Now, the elevations of 
the building from all sides are shown in Figures 34, 35, 36 and 37. 
 
Figure 34. North elevation of the building 
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Figure 35. South elevation of the building 
 
 
Figure 36. East elevation of the building 
 
64 
 
 
 
 
Figure 37. West elevation of the building 
6.3.2 Ground floor 
There is a living room, bedroom, kitchen, exercise room, bathroom and 
garage on the ground floor. There is no direct provision of entering from 
garage to the inside of the building other than the main door located at 
the opposite from the garage. A very small cloak room is also designed 
next to the stair case area. Dwellers would first step into this room from 
the outside. The bathroom is designed in the middle just by the garage 
because it ensures an easy access from all the rooms in this floor. The 
kitchen is situated in the corner so that no spicy smell or noise could 
directly come to the drawing place. However, the detailed dimension of 
the ground floor can be found in Table 42 and Figure 38 which contains a 
drawing of the ground floor. 
 
Table 42. Architectural details of the ground floor 
Name Amount Area (m2) 
Living & Dining 1 55 
Bed room 1 30 
Kitchen 1 34 
Washroom 1 12 
Exercise room 1 19 
Garage 1 22 
Staircase 1 6 
Closet (Clock room) 1 8.5 
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Figure 38. Ground floor of the building 
6.3.3 First floor 
The first floor is designed for a studio, kids’ room, toilet, balcony, open 
space and two bedrooms. After walking on the staircase, a dweller will 
arrive in the open space at first.  This place is designed for adequate 
natural ventilation and lighting. Moreover, it is also the gateway to the 
balcony. The two bedrooms have a very easy access at the floor since 
those are located next to the open space. Besides, it is necessary to have 
a quite environment in order to work and thus, the studio is designed at 
the corner next to the wash room. On the other hand, kids’ room is 
placed at the middle and in between the studio and a bedroom because, 
the place gives the same access of surveillance to the kids from the 
studio, bedroom or even from the balcony. Moreover, the children can 
easily run back and forth from their room to the open space when they 
play. Again, the bathroom is designed in the middle because it ensures 
the same accessibility from all the rooms in this floor. The detailed 
dimensions of first floor can be found in Table 43 and Figure 39 which 
contains a drawing of the 1st floor. 
 
Table 43. Architectural details of the ground floor 
Name Amount Area (m2) 
Bed room 2 30 & 37 
Studio 1 17 
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Kid’s room 1 13 
Washroom 1 12 
Open space 1 84 
Staircase 1 6 
 
 
Figure 39. First floor of the building 
The building has a balcony on the first floor and a sauna in the basement. 
The Sauna could be either electric or wood pellet. A bathroom is also 
located near to the sauna. Despite, there is no attached toiled facility 
throughout the whole building. All toilets and showers are open to each 
floor. Moreover, no additional terrace has been designed in this case. 
The details of the accommodation facilities of the whole building is 
shown in Table 44 and Figures 40 and 41 which contains the sections of 
the whole building from two different sides. 
 
Table 44. Architectural details of the whole building 
Name Amount Area (m2) 
Living & Dining 1 55 
Kitchen 1 34 
Bed room 3 97 
Studio 1 17 
Kid’s room 1 13 
Washroom 3 36 
Open space 1 84 
Sauna 1 21 
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Staircase 1 6 
Balcony 1 5.5 
Front door 1 2.6 
Garage gate 1 7.2 
Window 28 70.5 
 
 
Figure 40. North section of the building 
 
 
Figure 41. East section of the building 
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7 STRUCTURAL DESIGN AND ANALYSIS 
Based on the architectural drawing and soil test, at first, it is needed to 
calculate the load acting on the structures and then start to design the 
structural elements chronologically as follows for building stability: the 
roof, floor slab and beam, load bearing wall or column and finally the 
foundation. In addition to this, building engineering, for example, 
Thermal transmittance, Fire safety, HVAC, Energy efficiency, Electric and 
Water engineering have to be taken into account later. 
7.1 Design basis 
The most important characteristics of any structural member are its 
actual strength. Actual strength must be large enough to resist, with 
some margin to spare, all foreseeable loads that may act on it during the 
life of the structure, without failing or other distress. It is logical, 
therefore, to proportion members to select concrete dimensions and 
reinforcement, so that member strengths are adequate to resist forces 
resulting from certain hypothetical overload stages, significantly above 
loads expected actually to occur in service. This design concept is known 
as strength design. Figure 42 below shows the chronological design 
process corresponding to the structure (Darwin, Dolan & Nilson 2016). 
 
 
Figure 42. Structural design Sequence  
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7.2 Load combination 
Load combination consists of different permanent and variable loads 
together in limit states. A variable or imposed load varies in magnitude 
from live to accidental load. It includes snow, wind, and occupancy and 
so on. On the other hand, permanent load refers to the self-weight of 
the structures that could be easily from the volume and density of any 
structural members. The load combination can be expressed as: 
 
∑𝛾ீ,௝𝐺௞,௝ + 𝛾ொ,௝𝑄௞,௝ 
Where, 
Gk Characteristic permanent action 
Gd Design value of a permanent action 
Qk Characteristic variable action 
Qd Design value of a variable action 
𝛾ீ Partial factor for permanent actions 
𝛾ொ Partial factor for variable actions 
7.2.1 Snow load 
In Finland, snow load is one of the important environmental 
considerations which is being considered as live load. The expression is 
found as: 
S = µi×Ce×Ct×sk 
Where, 
S  Snow load 
µi  Shape factor 
Ce  Wind shield factor 
Ct  Temperature factor 
sk  Snow load on ground 
      
Hence,  
We have angle of the pitch of roof, α = 150 
Therefore, µi = 0.8 (From Table 5) 
 
So, from the equation, 
S = 0.8×1.0×1.0×2.5kN/m2 (From Tables 4, 5 and Figure 15) 
   = 2.0kN/m2  
7.2.2 Wind load 
As mentioned in earlier chapter, terrain category III is applicable for this 
project. In addition, external pressure coefficient is not used here to 
calculate wind load through the roof zone method since the variation is 
very negligible. Therefore, simple method is being used for wind load 
calculation as follows: 
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Here, 
Aref Reference area 
b Width of the structure (the length of the surface parallel to 
 the wind direction if not otherwise specified) 
cd Dynamic factor 
cdir Direction factor 
cf Force coefficient 
cf,o Force coefficient of structural elements without free-end 
 flow 
co(z) Orography factor reference to z 
cp,net Net pressure coefficient 
cpe External pressure coefficient 
cpe,1 Local coefficient of the structure 
cpe,10 Overall coefficient of the structure 
cpi Internal pressure coefficient 
cr(z) Roughness factor reference to z 
cs Size factor 
cscd Structural factor 
cseason Seasonal factor 
d Depth of the structure (the length of the surface parallel to 
 the wind direction if not otherwise specified) 
Fw Resultant wind force 
Iv(z) Turbulance intensity at z height above the ground 
K1 Equivalent factor 
K1 Mode shape factor; shape parameter 
kr Terrain factor depending on the roughness length z0 
l Length of the horizontal structure 
qp(z) Peak velocity pressure at z height above the ground 
vb Basic wind velocity 
vb,0 Fundamental value of the basic wind velocity 
vm Mean wind velocity 
vm(z) Mean wind velocity at height z 
z Height above the ground 
z0 Roughness length 
z0,II Terrain category II (From Table 7) 
ze, zi Reference height for external wind action, internal pressure 
zmax Maximum height to be taken as 200 m 
zmin Minimum height above the ground 
λ Slenderness ratio 
Ψr Reduction factor of force coefficient for square sections 
 with rounded corners 
Ψλ Reduction factor of force coefficient for structural elements 
 with end-effects 
𝜌 Air density 
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We know that, 
𝑞௣(𝑧) = [1 + 7 × 𝐼௩(𝑧)] × 0.5 × 𝜌 × 𝑉௠ଶ 
𝐼௩(𝑧)  =  
𝑘ଵ
𝑐௢(𝑧) × 𝑙𝑛(𝑧|𝑧଴)
 
         = ଵ
ଵ×௟௡(଼.଼/଴.ଷ)
 (From Table 7. and Figure 16) 
                                = 0.3 
  Vm(z) = cr(z) ×co(z) ×Vb 
 
  Vb = Cdir×Cseason×.Vb,0 
      
Cdir = 1 
Cseason = 1 
Vb,0 = 21m/s (From 5.3.1 in Chapter-5) 
 
So, 
  Vb = 1×1×21m/s  
           = 21m/s 
 
  cr(z) = kr×ln(z/z0) 
 
  Kr = 0.19× (z0/z0.II)0.007 
          = 0.19× (0.3/0.05)0.007 
         = 0.2 
 
  cr(z) = 0.2×ln(8.8/0.3) 
                = 0.7 
 
  Vm(z) = 0.7×1×21m/s 
                      = 14.7m/s 
 
 qp(z) = [1+7×0.3] ×0.5×1.25kg/m3× (14.7m/s)2 
                   = 0.42kN/m2 
 
  d/b = 14m/16m = 0.9 
 
  cf0 = 2.2 (From Figure 18) 
  λ   = 70  (From Table 8) 
  Ψr = 1   (From Figure 19) 
  Ψλ = 0.6 (From Figure 20) 
 
  cf = cf0×Ψr×Ψλ 
          = 2.2x1x0.6  
         = 1.32 
 
                   Fw=cscd×cf×qp(z) 
      = 1×1.32×0.42kN/m2 (From 5.3.2 in Chaper-5) 
       = 0.52kN/m2 
       = 0.5kN/m2 
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7.3 Structural element design 
Structural elements include roof, slab, beam, column, footing and so on. 
The calculation processes of these elements are shown below: 
7.3.1 Roof truss: Acting force 
Here, 
𝛾ெ Partial factor for material properties 
a Nail spacing 
b Width of the member; For connection design represents 
 height of the member 
d Fastener diameter  
E0.05 Fifth percentile value of modulus of elasticity 
F Force acting on the truss 
fc,0,d Design compressive strength along the grain 
ft,0,d Design tensile strength along the grain 
fc,0,k Characteristic compressive strength along the grain 
fc,90,d Design compressive strength perpendicular to the grain 
fh,i,k Characteristic embedment strength of timber member i 
fmk Characteristic bending strength 
𝑓௠,௬,ௗ  Corresponding design bending strength along y-axes 
𝑓௠,௭,ௗ  Corresponding design bending strength along z-axes 
FRd Design value of axial withdrawal capacity of the fastener 
Fax,Rk Characteristic axial withdrawal capacity of the fastener 
Fv,Rk Characteristic load-carrying capacity per shear plane per 
 fastener 
ft,0,k Characteristic tensile strength along the grain 
ft,90,k Characteristic tensile strength perpendicular to the grain 
fh,i,,k Characteristic embedment strength of timber i 
fu,k Characteristic tensile strength of bolts 
fv,k Characteristic shear strength 
fv,d design shear strength for the actual condition 
h Height of the member 
H Height of the truss 
he Embedment depth 
iy Radius of Gyration at y-direction 
iz Radius of Gyration at z-direction 
kc,90 Factor taking in to account the load configuration, 
 possibility of splitting and degree of compressive 
 deformation (the value is usually 1) 
kc,y Instability factor 
Kc,z Instability factor 
kdef Deformation factor 
km Factor (0.7 for rectangular and 1 for other cross sections) 
kmod Modification factor for duration of load and moisture 
 content 
ky Instability factor corresponding to bending about y-axis 
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kz Instability factor corresponding to bending about z-axis 
Lcr,y Buckling length of the member where force acted on y-
 direction 
Lcr,z Buckling length of the member where force acted on z-
 direction 
My,Rk Characteristic yield moment of fastener 
NEd Axial force 
R Resultant force 
Sn Axial force 
ti Timber or board thickness or penetration depth 
α Angle between the force and x-direction 
β Angle between the force and x-direction in specific point; 
 Ratio between the embedment strength of the members 
λrel,y Relative slenderness ratio corresponding to bending about 
 y-axis 
λrel,z Relative slenderness ratio corresponding to bending about 
 z-axis 
λy Slenderness ratio corresponding to bending about y-axis 
 (Deflection in the z-direction) 
λz Slenderness ratio corresponding to bending about z-axis 
 (Deflection in the y-direction) 
ρk Characteristic density 
ρmean Mean density 
σc,0,d Design compressive stress along the grain 
σc,90,d Design compressive stress in the contact area perpendicular 
 to the grain 
σt,0,d Design tensile stress along the grain 
𝜎௠,௬,ௗ  Corresponding design bending stress along y-axes 
𝜎௠,௭,ௗ  Corresponding design bending stress along z-axes 
𝜏ௗ Design shear stress 
 
Although snow and wind loads are counted for a short-term structure, 
whereas only self-load for permanent only (Table 14).  Here, self-load for 
the roof truss is 1kN/m2 (0.5kN/m2 for roof sheathing material and the 
same value for timber truss itself) which is very little. Therefore, short 
term condition is applied without considering any partial safety factor in 
this case in order to calculate the force or load only that acts on the 
truss. The rest of the calculations follow the conditions for permanent 
class of load duration. Figure 43 shows the pattern of the timber roof 
truss designed for the building. 
 
 
Figure 43. Roof truss designed for this building (Details of the 
drawing are mentioned in Appendix 1) 
74 
 
 
 
Conditions: 
Truss spacing = 900mm 
α = 150  
h = 2.4m 
 
At ultimate limit state, 
F1 = 0.9 x [0.5+0.5 x (0.5m+2.5m)] x (2.0kN/m2 + 0.5kN/m2) 
     = 3.1kN 
 
F2 = 0.9x[0.875m+0.5×(1.25 m+0.5m×2.5m)]×(2.0kN/m2+0.5kN/m2) 
      = 4.8kN 
 
F3 = 0.9 x [1.25 m x 0.5× (1.25m+0.5× 3m)] x (2.0kN/m2 + 0.5kN/m2) 
     = 5.9kN 
 
F4 = 0.9 x [0.5 x (1.25m+1.5m) ×2] x (2.0kN/m2 + 0.5kN/m2) 
     = 6.2kN 
 
RA = RB  
      = F1 + F2 + F3 + 0.5F4  
      = 3.1kN + 4.8kN + 5.9kN + 0.5×6.2kN 
      = 16.9kN 
 
∑F = 2×16.9kN 
     = 33.8kN 
 
Joint method analysis is used to calculate the acting forces on the truss 
members. Therefore, 7 joints were found (For details, Appendix 1) which 
were the prerequisites to continue the calculation process. Figurs 44-50 
represent the joints. 
 
 
Figure 44. Joint-I 
S2 = 0 (Horizontal force) 
RA + S1 = 0 (Vertical force) 
S1 = −RA  
    = −16.9 kN (Compression) 
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Figure 45. Joint-II 
β = 450 
S4 .cosβ+ S3.cosα = 0 (Horizontal force) 
S3 = −S4.( cosα/ cosβ) 
    = −S4.( cos150/ cos3150) 
    = −1.37×S4 
 
S4.sinα–F1 – S1 +S3.sinβ = 0 (Vertical force) 
S4. sinα = F1 + S1 −S3.sinβ 
S4 = 
ௌభାிభ
ିଵ.ଶଷ
 
     = ଷ.ଵିଵ଺.ଽ
ଵ.ଶଷ
 
     = −11.2 kN (Compression) 
 
S3 = −1.37 ×S4 
    = −1.37 × (−11.2) 
    = 15.3 kN (Tension) 
 
Figure 46. Joint-III 
S5.sinβ + S3.sinβ = 0 (Vertical force) 
S5.sin380 + S3.sin1350 = 0 
S5 = −
ௌଷ.௦௜௡ଵଷହഎ
ୱ୧୬ ଷ଼బ
 
    = − ଵହ.ଷ×௦௜௡ଵଷହ
എ
ୱ୧୬ ଷ଼బ
 
    = −17.6 kN (Compression) 
 
S7 +S5.cosβ + S3.cosβ = 0 (Horizontal force) 
S7 +S5.cos750 + S3.cos1350 = 0 
S7 = −[−17.6 cos 38଴ + 15.3𝑐𝑜𝑠135଴][Since, S5 = S3] 
    = 24.7 kN (Tension) 
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Figure 47. Joint-IV 
S8.sin150 –F2 + S4.sin1950 + S5.sin2330+S6.sin3070 = 0 (Vertical force) 
S6 = 
ிమିௌఴ ୱ୧୬ ଵହబିௌర ୱ୧୬ ଵଽହబିௌఱ ୱ୧୬ ଶଷଷబ
ୱ୧୬ ଷ଴଻బ
 
     = [(4.8kN – S8.sin150–(–) 11.2kN. sin1950 –(–) 11.2kN.sin2330]/sin3070  
    = 15.2kN + 0.3×S8  
 
S8.cos150 +S4cos1950 +S5cos2330+S6cos3070 = 0 (Horizontal force) 
→ S8.cos150 +(−11.2.cos1950)+(−17.6.cos2330)+(15.2+0.3.S8).cos3070 
→ S8+10.82+10.6+9.2+0.2.S8 = 0 
→ 1.2S8 = −30.6 
→ S8 = −25.5 kN (Compression) 
 
S6 = 15.2kN+0.3(−25.5) 
     = 7.6 kN (Tension) 
 
 
Figure 48. Joint-V 
S9.sin530+S6sin1420= 0 (Vertical force) 
→ 0.8S9 +7.6sin1050= 0 
→ S9 = −4.598/0.8  
         = −5.9 kN (Compression) 
 
S11 + S9cos750 + S6.cos1050−S7 = 0 (Horizontal force) 
→ S11+(−5.9)cos530 + 7.6.cos1420−24.7= 0  
→ S11= 34.2 kN (Tension) 
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Figure 49. Joint-VI 
S12.sin150−F3 + S8 .sin1950 + S9.sin2330 + S10.Sin3070= 0 (Vertical force) 
→ 0.3S12−5.9 +(−)25.5sin1950+(−)5.9sin2330−0.8S10 =0 
→ S10 = (0.3S12+5.4)/0.8 
→ S10 = 0.4S12+6.8 
 
S12cos150 + S8cos1950 + S9.cos2330 + S10.cos3070= 0 (Horizontal force) 
→ S12 + (−) 25.5cos1950 + (−)5.9cos2330+(0.4S12+6.8)cos3070=0 
→ S12 = −32.2/1.24 
→ S12 = −26.0 kN (Compression) 
 
S10 = 0.4×(−)26.0 +6.8  
→ S10 = −3.6 kN (Compression) 
 
 
Figure 50. Joint-VII 
S13.sin580+S10sin1270 = 0 (Vertical Force) 
→S13 =-3.6sin1270/ sin580  
→S13 = -3.4 kN (Compression) 
 
S14 + S13cos580 + S10.cos1270 - S11 = 0 (Horizontal Force) 
→ S14 = −[(-)3.5cos580+(-)cos1270-34.2] 
→ S14 = 33.8 kN (Tension) 
 
Findings: 
For horizontal chord, 
Highest NEd = 16.1kN at S11  
L= 2.5 m  
Lcr = 1×2.5 = 2.5m 
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For diagonal brace, 
Highest NEd =17.6kN at S5  
L= 1.6m  
Lcr = 1×1.6 = 1.6m 
 
For vertical brace,  
Highest NED = 16.9kN at S1  
L = 0.5m  
Lcr = 1×0.5= 0.5m 
7.3.2 Roof truss: Profile selection 
Horizontal Chord: 
 
b = 100mm , h = 150mm, L1 = 2500mm 
kmod = 0.6, (From Table 19, Permanent duration, Service class 2) 
𝛾M = 1.4  (From Table 16) 
Considering timber class C24 so, 
fmk = 24MPa, ft.0.k = 14MPa, ft.90.k = 0.5MPa 
fc.0.k = 21MPa, fc.90.k = 2.5MPa, fv.k = 2.5MPa,  
E0.05 = 7.4GPa 
NEd = 34.2kN 
 
𝜎c.0.d = 
NEd
b x h
  = 2.28 × N
 mm2
           
 
Lcr.y = L1 x 1.0  
        = 2.5 x 103 mm 
𝑖௬ =  ඨ
್.೓య
భమ
௕.௛  
 = 43.301 mm 
 
𝜆y =  
൫௅೎ೝ.೤൯
௜೤
 = 57.735  
 
𝜆rel.y = 
ఒ೤
గ
. ට௙೎.బ.ೖாబ.బఱ    = 0.979 
 
ky =  0.5 x [1 + 0.2 × (𝜆rel.y  − 0.3 ) + 𝜆rel.y2 ]  = 1.047   
 
kc.y =  
ଵ 
௞೤ାට௞೤మିఒೝ೐೗.೤
మ
  =0.705 
 
fc.0.d = 
௙೎,బ,ೖ௞೘೚೏
ఊಾ
 = 9N/mm2 
ఙ೎.బ.೏
௞೎.೤.௙೎.బ.೏
 = 0.359 The beam can take the force in y-y axis 
 
Lcr.z = Lcr.y 
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iz  = ඨ
್.೓య
భమ
௕.௛
 = 28.868 mm 
 
𝜆z = 
(௅೎ೝ.೥)
௜೥
   = 86.603  
 
𝜆rel.z = 
ఒ೥
గ
. ට௙೎.బ.ೖாబ.బఱ    = 1.469 
 
kz = 0.5 x [1 + 0.2 x (𝜆rel.z  - 0.3 ) + 𝜆rel.z2 ]  = 1.695   
 
kc.z = 
ଵ 
௞೥ାට௞೥మିఒೝ೐೗.೥
        మ
    = 0.393 
 
fc.0.d = 
௙೎,బ,ೖ௞೘೚೏
ఊಾ
 = 9N/mm2 
 
ఙ೎.బ.೏
௞೎.೥.௙೎.బ.೏
  = 0.303 The beam can take the force in z-z axis 
 
Diagonal brace: 
b = 100mm,  h = 100mm, L1 = 1600mm 
Timber class C24 
NEd = 17.6kN 
 
𝜎c.0.d = 
NEd
b x h
  = 1.76 x  N
 mm2
  
 
Lcr.y = L1 x 1.0 = 1.6×103 mm 
 
iy  =ඨ
್.೓య
భమ
௕.௛  
 = 28.868 mm 
 
𝜆y = 
൫௅೎ೝ.೤൯
௜೤
   = 55.426 
 
𝜆rel.y = 
ఒ೤
గ
. ට௙೎.బ.ೖாబ.బఱ    = 0.94    
 
ky = 0.5 x [1 + 0.2 x (𝜆rel.y  - 0.3 ) + 𝜆rel.y2 ]  = 1.006   
 
kc.y =  
ଵ 
௞೤ାට௞೤మିఒೝ೐೗.೤
        మ
  =0.733 
 
fc.0.d = 
௙೎,బ,ೖ௞೘೚೏
ఊಾ
 =  9N/mm2  
 
ఙ೎.బ.೏
௞೎.೤.௙೎.బ.೏
   = 0.267 The beam can take the force in y-y axis 
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Lcr.z = Lcr.y 
 
iz =ඨ
್.೓య
భమ
௕.௛  
 = 28.868 mm  
 
𝜆z = 
(௅೎ೝ.೥)
௜೥
  = 55.426  
 
𝜆rel.z= 
ఒ೥
గ
. ට௙೎.బ.ೖாబ.బఱ       = 0.94 
 
kz = 0.5 x [1 + 0.2 x (𝜆rel.z  - 0.3 ) + 𝜆rel.z2 ]  = 1.006   
 
kc.z= 
ଵ 
௞೥ାට௞೥మିఒೝ೐೗.೥
        మ
  =0.733 
 
fc.0.d= 
௙೎,బ,ೖ௞೘೚೏
ఊಾ
  = 9N/mm2 
 
ఙ೎.బ.೏
௞೎.೥.௙೎.బ.೏
 = 0.267 The beam can take the force in z-z axis 
 
Vertical brace: 
b = 50mm, h = 100mm, L1 = 500mm 
Timber class C24 
NEd = 16.9kN 
 
𝜎c.0.d= 
NEd
b x h
  = 3.38 x  N
 mm2
  
Lcr.y = L1 x 1.0 = 500 mm 
 
iy  =ඨ
್.೓య
భమ
௕.௛  
 = 28.868 mm 
 
𝜆y = 
൫௅೎ೝ.೤൯
௜೤
  = 17.321 
𝜆rel.y = 
ఒ೤
గ
. ට௙೎.బ.ೖாబ.బఱ       = 0.294 
 
ky = 0.5 x [1 + 0.2 × (𝜆rel.y  − 0.3 ) + 𝜆rel.y2 ]  = 0.543  
  
kc.y =  
ଵ 
௞೤ାට௞೤మିఒೝ೐೗.೤
        మ
  =1.001 
 
fc.0.d = 
௙೎,బ,ೖ௞೘೚೏
ఊಾ
   = 9N/mm2 
 
ఙ೎.బ.೏
௞೎.೤.௙೎.బ.೏
 = 0.375 The beam can take the force in y-y axis 
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Lcr.z = Lcr.y 
 
iz =ඨ
್.೓య
భమ
௕.௛  
 = 14.434 mm 
 
𝜆z = 
(௅೎ೝ.೥)
௜೥
  = 34.641 
 
𝜆rel.z = 
ఒ೥
 గ
. ට௙೎.బ.ೖாబ.బఱ    = 0.587 
 
kz = 0.5 x [1 + 0.2 × (𝜆rel.z  − 0.3 ) + 𝜆rel.z2 ]  = 0.701   
 
kc.z= 
ଵ 
௞೥ାට௞೥మିఒೝ೐೗.೥
        మ
  = 0.922 
 
fc.0.d = 
௙೎,బ,ೖ௞೘೚೏
ఊಾ
 = 9N/mm2 
 
ఙ೎.బ.೏
௞೎.೥.௙೎.బ.೏
 = 0.407 The beam can take the force in z-z axis 
7.3.3 Roof truss: Fastener connection 
Main Joint: 
Nails have been chosen to connect the roof truss members. 
     
d = 2.5mm a = 50mm  kmod = 0.6 (From Table 19) 
h = 60mm b =150mm  𝛾ெ = 1.4   (From Table 16) 
fu = 600N/m2   𝜌௞భ= 350kg/m
3 kdef = 0.8  (From Table 20) 
𝜌௠௘௔௡= 420kg/m3   𝜌௞మ= 460kg/m
3 
t1 = 12mm, t2 = a = 50 mm 
      
My.Rk  = 0.3 × fu ×d2.6 
           = (0.3 × 600 × 2.52.6) N.mm  
           = 1.949 × 103N.mm 
     
Characteristic embedment strength without predrilled holes, 
 
fh,i,k1 = 0.082 × 350 × (2.5-0.3) N/mm2 = 21.802 N/mm2  
 
fh,i,k2 = 0.082 × 460 × (2.5-0.3) N/mm2 = 28.654 N/mm2  
 
β = ௙೓,೔,ೖమ
௙೓,೔,ೖభ
 = 1.314 
 
fv.k.a = fh,i,k1 × t1 ×d = 654.065N 
fv.k.b = 0.5fh,i,k2 ×t2 ×d = 1.791 × 103 N 
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fv.k.c = 1.05 × 
fh,i,k1 x t1  x d
 2 +β 
 × ඨ2. 𝛽. (1 + 𝛽) +
ସ.ఉ.(ଶାఉ).ெ೤.ೃೖ
௙೓,೔,ೖభ.೟భ.೏
             మ − 𝛽= 396.259N 
 
fv.k.d = 1.15 × ට
2β
1 +β
  × ඥ2. 𝑀௬.ோ௞  ×  𝑓௛,௜,௞ଵ ×  d  = 0.565kN 
 
Fv.k =  min( fv.k.a, fv.k.b, fv.k.c,fv.k.d) = 0.396 kN 
 
Fv.d = 
 kmod x Fv.k 
 ఊಾ
 = 0.17 kN 
cos33 = 0.84 
 
Fv.d.1 = Fv.k × 16 × 2 =12.68kN 
 
FmaxJ1 = 12.37kN × cos33 = 10.391kN 
 
ி೘ೌೣ಻భ
ிೡ,೏,భ
  = 0.819   Ok 
 
Spitting perpendicular to the grain:  he = 60 mm,  h =150mm 
 
F90.Rk = 14.48 × ቈ
଺଴
ቀଵି లబభరఴቁ
቉
଴.ହ
= 6.75 × 103 
F90.Rk1 = 6750kN 
 
F90.Rd = kmod ×  
 F90.Rk1
ఊಾ
 = 2.893 x 106 N 
 
F90.Rd > FmaxJ1  OK 
 
So, the Joint will not fail before the truss buckling 
 
Minimum required spacings of nails: 
 
a1 = d × (5+ 5cos(57)) = 23.748 mm 
 
a2 = 5 × d = 12.5 mm    
 
a3.t = d × (10+ 5 cos(57)) = 36.248 mm 
 
a3.c = 10 × d = 25 mm 
 
a4.t = d × (5 + 2 sin(57)) = 14.681 mm  
 
a4.c = 5 × d = 12.5 mm 
 
Designed spacings of nails: 
a1= 50mm, a2= 20mm, a3t= 40mm and a4t= 30mm 
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Truss Corner Joint: 
 
Fv.d.1 = Fv.k × 16 × 2 = 12.68 kN 
 
FmaxJ2 = 22.64kN 
 
ி೘ೌೣ಻మ
ிೡ,೏,భ
 = 1.785 Not Ok 
 
The Joint is Critical in here and might fail at a smaller maximum 
anticipated load. So, design needs to be reconsidered. 
 
Splitting perpendicular to the grain:   he= 40 mm,  h =150mm 
F90.Rk = 14.48 × ቈ
ସ଴
ቀଵି రబభరఴቁ
቉
଴.ହ
 = 4.975 x 103 
F90.Rk1 = 4975kN 
 
F90.Rd = kmod ×  
 F90.Rk1
ఊಾ
 = 2.132 x 106 N 
 
F90.Rd > FmaxJ2  OK 
 
So, the Joint will not fail before the truss buckling. 
 
Minimum required spacings of nails: 
 
a1 = d × (5+ 5cos57)) = 23.748 mm 
 
a2 = 5 × d = 12.5 mm  
   
a3.t = d × (10+ 5 cos(57)) = 36.248 mm 
 
a3.c = 10 × d = 25 mm 
 
a4.t = d × (5 + 2 sin(57)) = 14.681 mm  
 
a4.c = 5 × d = 12.5 mm 
 
Designed spacings of nails: 
a1= 50mm, a2= 20mm, a3t= 40mm, a3c= 30mm, a4t= 30mm and  
a4c= 40mm 
 
Vertical Joint: 
Fv.d.1 = Fv.k × 8 × 2 = 6.34 kN 
 
FmaxJ1 = 0.7kN 
 
ி೘ೌೣ಻భ
ிೡ,೏,భ
= 0.11  Ok 
84 
 
 
 
Splitting perpendicular to the grain:   he = 40 mm   
 
F90.Rk = 14.48 × ቈ
ସ଴
ቀଵି రబభరఴቁ
቉
଴.ହ
= 4.975 × 103 
 
F90.Rk1 = 4975kN 
 
F90.Rd = kmod ×  
 F90.Rk1
ఊಾ 
 = 2.132 × 106 N 
 
F90.Rd > FmaxJ1  OK 
 
So, the Joint will not fail before the truss buckling. 
 
Minimum required spacings of nails: 
 
a1 = d × (5+ 5cos(0)) = 25 mm 
 
a2 = 5 × d = 12.5 mm   
  
a3.t  = d × (10+ 5cos 0)) = 37.5 mm 
 
a3.c = 10 × d = 25 mm 
 
a4.t = d × (5 + 2sin(0)) = 12.5 mm  
 
a4.c = 5 × d = 12.5 mm 
 
Designed spacings of nails: 
a1= 40mm, a2= 20mm, a3t= 30mm, a3c= 30mm, a4t= 20mm and  
a4c= 20mm 
7.4 Intermediate floor slab 
A hollow core slab P18 from Parma was chosen whereas a cross-sectional 
property of the slab from Kingspan was shown as an example. The 
structural properties of the slab according to the given data on their 
website are shown below: 
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Figure 51 shows the detailed properties and composition of different 
structural members attached in the chosen hollow core floor slab. 
 
 
Figure 51. Hollow core slab (Kingspan eristeet, Tunnus: AP 3.2.0) 
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7.5 Design of load bearing partition wall 
The partition wall usually placed in the middle is playing as the main load 
carrying element for this building. 
 
Here, 
𝛾஼ Partial factor for concrete 
𝛾ீ Partial factor for permanent actions, G 
𝛾ெ Partial factor for a material property; 𝛾௠ 
𝛾ொ Partial factor for variable factor, Q 
𝛾ௌ Partial factor for reinforcing 
𝜀௖ Compressive strain in the concrete 
𝜀௖ଵ Compressive strain in the concrete at the peak stress fc 
𝜀௖௨ Ultimate compressive strain in the concrete 
𝜀௨ Strain of reinforcement at maximum load 
𝜀௨௞ Characteristic strain of reinforcement at maximum load 
𝜓଴  Combination values 
𝜓ଵ  Frequent values 
𝜓ଶ  Quasi-permanent values 
µ Relative moment  
A  Accidental area 
A Cross sectional area 
a Distance 
Ac Cross sectional area of concrete 
As Cross sectional area of steel 
As,min Minimum cross sectional area of reinforcement 
Asw Cross sectional area of shear reinforcement  
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b Overall width of a cross-section 
bw Width of the web on T, I or L beams  
d Depth 
d Effective depth of a cross-section 
e Eccentricity 
E Effect of action 
e0 Basic eccentricity 
Ec,eff Effective modulus of elasticity of concrete 
Ecd Design value of modulus of elasticity of concrete 
Ecm Secant modulus of elasticity of concrete 
ei Additional eccentricity 
EI Bending stiffness 
Es Design value of modulus of elasticity of reinforcing steel 
eTot Total eccentricity 
F Action 
fc Compressive strength of concrete 
fcd Design value of concrete compressive strength 
fcd,pl Design value of plane concrete (non-reinforced) 
 compressive strength 
fck Characteristic compressive cylinder strength of concrete at 
 28 days 
fcm Mean value of concrete cylinder compressive strength 
fctk Characteristic axial tensile strength of concrete 
fctm Mean value of axial tensile strength of concrete 
Fd Design value of an action 
Fk Characteristic value of an action 
fy Yield strength of reinforcement 
fyd Design yield strength of reinforcement 
fyk Characteristic yield strength of reinforcement 
fywd Design yield of shear reinforcement 
g Dead load; Permanent load 
Gk Characteristic permanent action 
h Height 
hw Thickness of a cross-section 
i Radius of gyration 
I Secant moment of area of concrete 
k Coefficient; Factor 
L Length 
l Length of the footing 
L Length; Span 
lw Height of the wall 
M Bending moment 
md Design value for bending moment 
MEd Design value of the applied internal bending moment 
N Axial force 
n Relative normal force or load level 
Nc Neutral axis for compressive strength 
nd Design load 
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NEd Design value of the applied axial force (tension or 
 compression) 
Ns Neutral axis for tensile strength 
Pd Design value for soil pressure 
Pk Characteristic soil pressure 
q live load 
Qk Characteristic variable action 
R Resistance 
Rd Design value for the resistance 
S Spacing for reinforcement 
SLS Serviceability limit state 
t Thickness 
t Time being considered 
t0 The age of concrete at the time of loading 
u,v,w Component of the displacement of a point 
ULS Ultimate limit state 
V Shear force 
VEd Design value of the applied shear force 
VEd Design value of the applied shear force 
x Neutral axis depth 
z Lever arm  of internal force 
α Angle; Ratio 
αcc Coefficient taking into account for long term effects on 
 compressive strength and unfavourable effects from the 
 way the load is applied 
β Angle; Ratio; Coefficient depending on the support system; 
 Relative compression height 
θ Angle 
λ Slenderness ratio 
λlim Limited slenderness ratio 
ρ Oven-dry density of concrete in kg/m3 
ρ1 Reinforcement ratio for longitudinal reinforcement 
ρw Reinforcement ratio for shear reinforcement 
σc Compressive stress in the concrete 
σcp Compressive stress in the concrete from axial load 
σcu Compressive stress in the concrete at the ultimate 
 compressive strain 𝜀௖௨ 
Φ Coefficient corresponding to eccentricity and creep 
ω Mechanical reinforcement ratio 
𝛾 Partial factor 
𝛿 Redistribution ratio 
𝜑(∞, 𝑡଴)  Final value of creep coefficient 
𝜑(𝑡, 𝑡଴)  Creep coefficient, defining creep between times t and t0, 
 related to elastic deformation at 28 days 
𝜓 Factors defining representative values of variable actions 
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Figure 52 shows the cross sectional view of the roof. The figure also gives 
the information about the building materials used in the roof. 
Figure 52. Roof element (Kingspan eristeet Tunnus: YP 1.5.2.h) 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
91 
 
 
 
Figure 53 gives a clear picture to understand how the load is arranged in 
this building. Moreover, the figure helps to understand and calculate in 
further that how much load the partition wall can carry.  
 
 
Figure 53. Section of the building with detailed dimensions applied 
to the load bearing partition wall 
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Figure 54 shows the bigger and detailed drawing version of the critical 
load point for the structural design of the partition wall. 
 
 
Figure 54. Detail section view with dimensions of the load bearing 
partition wall 
Here,  
e1= 30 mm; e2 = 120 mm; e3= 75 mm 
L1=8.5 mm; L2= 7.5 m 
For insulation (450 mm), 𝜌= 40 kg/m3 (Kingspan product) 
 
∴ q = ସ଴
ଵ଴଴
 kn/m3×0.45m = 0.18~0.2 kN/m2 
 
Gk(truss) = 0.25 kN/m2 
Let’s assume, Gk = 1 kN/m2 
 
nd,roof = 0.5(8.5m+7.5m) [1.35(1.0 kN/m2)+1.5(2.0 kN/m2)] = 34.8 kN/m2 
gHCS = 280 kg/m2 = 2.8 kN/m2 
gcon (70 mm) = 0.07×25 kN/m3 = 1.75 kN/m2 
gins = 0.2 kN/m2 
gtim (10 mm) = 0.07 kN/m2 
 
So, gbeam = 5.0 kN/m2 
 
nd1 = 0.5× 8.5 m (1.35×5.0 kN/m2+1.5×2.0 kn/m2) = 41.4 kN/m 
nd2 = 0.5× 7.5 m (1.35×5.0 kN/m2+1.5×2.0 kn/m2) = 36.6 kN/m 
nd1,wall = (2.9 m×0.15×25 kn/m3) × 1.35 = 14.7 kN/m 
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𝜀𝑛ௗ= NEd = nd,roof +1. (nd1+nd2)+2.nd,wall 
= 34.8 kN/m + (41.4+36.6) kN/m + 2×14.7 kN/m 
=142.2 kN/m 
 
It denotes the resultant of the load on the roof of first floor. 
So, the position of the resultant: 
 
e = ெಶ೏
ே೏
 
= 
௡೏భ×௘భା௡೏మ×௘మାఌ೙೏×௘య
௡೏భା௡೏మାఌ೙೏
 
= ସଵ.ସ ௞ே×ଷ଴ ௠௠ାଷ଺.଺ ௞ே×ଵଶ଴ ௠௠ାଵ .ଶ ௞ே×଻ହ ௠௠
ସଵ.ସ ௞ேାଷ଺.଺ ௞ேାଵସଶ.ଶ ௞ே
 
= 74 𝑚𝑚 
 
e0 = |𝑒 − 𝑒ଷ| 
= |74 − 75| 
= 1 𝑚𝑚 
 
eo ≥ 20 mm  or 
eo ≥ 
௛ೢ
ଷ଴
 = ଵହ଴௠௠
ଷ଴
 = 5 mm 
 
again, ei  = 
௟బ
ସ଴଴
  
etot = eo  + ei    
       = ( 1 + 5.3 ) mm 
     = 6.3 mm  
 
 But , etot  ≥ 20 mm 
etot  ≥ 
௛ೢ
ଷ଴
 but always ≥ 20 mm 
 
௘೟೚೟ 
௛ೢ
 =  ଶ଴ ୫୫ 
ଵହ଴ ୫୫
  = 0.13 
 
௟బ
௛ೢ
 = ଶଵଶହ ୫୫ 
ଵହ଴ ୫୫
  = 14.16  
 
Now,  
 𝜆 = ௟బ
௜
  
i = ඥ𝐼/𝐴 =  ට௕௛
య/ଵଶ
௕.௛
 = 0.289 h = 0.289 × 150 mm 
    = 43.4 mm 
 
𝑙଴ = β. 𝑙ఠ = 
ଵ
ଵାቀ೗ೢ್ ቁ
మ × 𝑙௪   
                 = ଶଽ଴଴௠௠
ଵାቀమవబబ೘೘రళఱబ೘೘ቁ
మ 
                 = 2112.6 mm 
                ≈ 2125 mm 
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ei  = 
௟బ
ସ଴଴
 = ଶଵଶହ୫୫
ସ଴଴
 
              = 5.3 mm  
 
𝜆 = ଶଵଶହ୫୫
ସଷ.ସ ୫୫ 
  = 48.96 ~ 49  
 
If breadth  
b≥ 𝑙௪ then 
 
𝛽 =
1
1 + ቀ𝑙௪𝑏 ቁ
ଶ 
 
And if b< 𝑙௪ 
 
𝛽 =
𝑏
2𝑙௪
 
 
b= 4750 mm 
𝑙௪ = 2900 mm 
 
𝜆௟௜௠  = 20 × A × B × C ×
ଵ
√௡
          A = 0.7 
        = 20 × 0.7 × 1.1 × 0.7 × 1        B = 1.1 
        = 10.8                                                           C = 0.7, n= 1 if fck ≤ 50MPa 
 
 n =  ேಶ೏
஺೎×௙೎೏×௣೗
   
 
Nd, b, wall = 1.35 × 0.15m × 2.3 m × 25 kN/mm3  = 11.6 kN/m 
 
NEd = 𝑛ௗ,௥௢௢௙ + 2 × (𝑛ௗభ +  𝑛ௗమ) + 2𝑛ௗ,௪௔௟௟ + 𝑛ௗ,௕,௪௔௟௟  
               = 34.8 kN/m + 2 × (41.4+ 36.6) kN/m + 2 × 14.7 kN/m  
                               + 15.3kN/m  
                 = 235.5kN/m  ~ 235.5 N/mm 
 
fcd.p1 =
ఈ೎೎,೛೗
ఊ೎
 × 𝑓௖௞  
= 0.8 ×   ଴.଼ହ
ଵ.ହ
  × 25 N/mm2  
= 11.3 N/ mm2  
= 113000 kn/mm2 
 
Ac = b × h = 2900mm × 150 mm = 435000 mm2 
 
∴ n = 235.5 N/mm
435000 mm2  × 11.3 kN/mm2 
 = 4.8 × 10-5 N/mm 
 
∴ We found,  𝜆 ≥ 𝜆lim ;  49 ≥ 10.8 ;  
 
∴ So, NRd = b×hw×fcd.p1 × ∅ 
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If 𝜆 ≤ 𝜆lim ;  then Nrd = n × fcd × p1 × b × hw (1 – 2 × 
௘
௛ೢ
 ) 
 
𝜙 = 1.14 x (1 – 2 x ௘௧௢௧
௛ೢ
 ) – 0.02 x ௟௢
௛ೢ
 ≤ (1 – 2 x ௘௧௢௧
௛ೢ
 ) 
    = 1.14 x (1 – 2 x ଶ଴௠௠
ଵହ଴௠௠
 ) – 0.02 x ଶଵଶହ௠௠
ଵହ଴௠௠
 ≤ (1 – 2 x ଶ଴௠௠
ଵହ଴௠௠
 )  
    = 0.55 mm ≤ 0.73 
    =0.6 
 
Rd = 1000 mm × 150 mm × 11.3 N/ mm2  × 0.6  
     =  1017 kN  
 
 Rd > NEd    Ok  
7.6 Design of load bearing external frame wall 
The following type of wall was chosen from many offered by the 
company. This wall has a timber external cladding. Figure 55 shows the 
cross sectional view of the external wall. The figure also gives the 
information about the building materials used in the wall. 
Figure 55. External wall (Kingspan eristeet Tunnus: US 5.1.1) 
Figure 56 gives a clear picture to understand how the load is arranged in 
this building. Moreover, the figure helps to understand and calculate in 
further that how much load the frame wall can carry. 
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Figure 56. Section of the building with detailed dimensions applied 
to the load bearing external wall 
Figure 57 shows the bigger and detailed drawing version of the critical 
load point for the structural design of the frame wall. 
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Figure 57. Detail section view with dimensions of the external load 
bearing wall 
nd,roof = 0.5 x 8.5 m [1.35 × 1.0 𝑘𝑁/𝑚ଶ  + 1.5 ×  2.0 𝑘𝑁/𝑚ଶ]   
           =   18.5 kN/m 
 
nd1        = 0.5 × 8.5  [1.35 × 5.0 𝑘𝑁/𝑚ଶ  + 1.5 ×  2.0 𝑘𝑁/𝑚ଶ]   
           = 41.4 kN/m 
 
nd,wall = 2.9m × 0.12m × 25 kN/m3 × 1.35 
           = 11.8 kN/m 
 
nd,b,wall = 3.0m × 0.15m ×25 kN/m3 × 1.35 
               = 15.3 kN/m 
 
nd1,b,wall = 2.3m × 0.12m ×25 kN/m3 × 1.35 
               = 9.3 kN/m 
 
∑ 𝑛ௗ= ( 18.5+41.4+2 ×11.8) kN/m = 83.5 kN/m 
 
e     = ସଵ.ସ௞  ×ଷ଴ ௠௠ା଼ଷ.ହ ×଺଴ 
ସଵ.ସ ௞ேା଼ଷ.ହ ௞ே
 = 50 mm 
 
eo    =  │𝑒 − 𝑒ଵ│= │50 - 60│= 10 mm 
 
etot   =  (10 + 6.3) mm = 16.3 mm 
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 ௘೟೚೟
௛ೢ
 = ଶ଴௠௠
ଵଶ଴௠௠
= 0.17 
 
 ௟೚
௛ೢ
  = ଶଵଶହ ௠௠
ଵଶ଴ ௠௠
 = 17.7    
 
 𝜙 = 0.4 
 
 h= 0.289 × 120 mm = 34.7 mm 
 
 λ = ଶଵଶହ ௠௠
ଷସ.଻௠௠
 = 61.2 mm  
 
 λlim = 10.8mm 
 
 𝜙ௗ   = 1.14 (1 – 2 × 
ଶ଴ ௠௠
ଵଶ଴ ௠௠
) – 0.02 × ଶଵଶହ௠௠
ଵଶ଴௠௠
 ≤ 1 – 2 × ଶ଴௠௠
ଵଶ଴௠௠
 
             = 0.41 ≤ 0.67 
 
 NRd = 1000 mm × 120 mm × 11.3 N/mm2 × 0.4 = 542.4 kN  
 
NEd = 18.5 kN/m + 2 × 41.4 kN/m + 2 × 1.8 k N/m + 15.3 kN/m 
       = 140.2 kN/m 
 
 ∴ NRd > NEd   Ok 
7.7 Design of footing for the partition or middle wall 
Characteristic load: 
 
Roof: 𝑛௞,௥௢௢௙ = (0.5 × 8.5m) × (1.0kN/m2 + 2.0kN/m2) = 12.75kN/m 
Floor: 𝑛௞,௙௟௢௢௥= 0.5×(8.5m + 7.5m)x(5.0kN/m2+2.0kN/m2) = 129.75kN/m 
Wall: 𝑛௞,௪௔௟௟   = 2.9m × 0.12m × 25KN/m3) = 18.7kN/m  
Footing: 𝑛௙௢௢௧௜௡௚ = 0.5m × 1.5m × 25KN/m3) = 18.7kN/m 
 
∑ 𝑛௞= 𝑛𝑘௥௢௢௙ + 2 × 𝑛௞,௙௟௢௢௥ + 3 × 𝑛௞,௪௔௟௟  + 𝑛௞,௙௢௢௧௜௡௚  
        = 24kN/m + 2 × 56kN/m + 2 × 10.9kN/m + 18.8kN/m  
        = 193.1kN/m 
 
Pk = 150 kN/m2                  Width, b = 1000 mm (Always) 
Pk = 
∑ ௡ೖ
௟× ௕
                                              Length, l = 1500mm (Initial assumption) 
→ l = ∑ ௡ೖ
௟ × ∑ ௉ೖ
                                       Thickness, h = 500mm 
=  ଵଽଷ.ଵ ୩୒
ଵ.଴ ௠ ௫ ଵହ଴௞ே/௠మ 
  
= 1.29m  
 
So, l = 1.5m (Assumption is correct). 
 
Concrete C 25/30 
Exposure class of foundation is XC2 
99 
 
 
 
 
 𝐶௠௜௡ = ൝
𝐶௠௜௡ × 𝑏 = 12 𝑚𝑚
𝐶௠௜௡,஽௨௥ = 15𝑚𝑚
10 𝑚𝑚                      
     
 
 Cnom = Cmin + ∆CDEV 
                 = 15mm + 30 mm 
                 = 45 ~ 50mm 
 
 fcd =  
଴.଼ହ × ଶହ ୑୔ୟ
ଵ.ହ
  
      = 14.2N/mm2 
 
 fctd = 
௙೎೟ೖ,బ.బఱ 
ଵ.ହ
   
       = ଵ.଼ ୑୔ୟ
ଵ.ହ
  
       = 1.2N/mm2 
 
Designing the height or thickness of the foundation at ULS: 
 
Roof: 𝑛ௗ,௥௢௢௙ = 0.5×(8.5m+7.5m)×(1.35×1.0kN/m2+1.5×2.0kN/m2) 
  = 34.8kN/m 
Floor: 𝑛ௗ,௙௟௢௢௥ = 0.5×(8.5m+7.5m)×(1.35×5.0kN/m2+1.5×2.0KN/m2) 
    = 78.0KN/m 
Wall: 𝑛ௗ,௪௔௟௟    = 1.35 m × 2.9 m × 0.15m x 25kN/m3) = 14.8KN/m 
Cellar Wall: 𝑛௖,௪௔௟௟ = 1.35 × 3.3m × 0.2m × 25kN/m3) = 22.3KN/m 
Footing: 𝑛ௗ,௙௢௢௧௜௡௚ = 25.4KN/m 
 
∑ 𝑛ௗ  = 𝑛ௗ,௥௢௢௙ + 2 × 𝑛ௗ,௙௟௢௢௥ + 2 × 𝑛ௗ,௪௔௟௟ +𝑛௖,௪௔௟௟ + 𝑛ௗ,௙௢௢௧௜௡௚  
         = 34.8kN/m + 2 × 78.0 kN/m + 2 × 14.8kN/m  
                                  + 25.4kN/m + 22.3KN/m  
        = 268kN/m 
             
 Pd = 
∑ ௡೏
௕ × ௟
     
           =  ଶ଺ଵ୩୒
ଵ.଴ ௠ × ଵ.ହ௠ 
  
      = 178.7 KN/m2 
      = 0.178 N/mm2 
 
 Effective Height, 
 d ≥ ௖
ଵା଴.ଷ × 
೑೎೟೏
ು೏
   
     = ଺଻ହ୫୫
ଵା బ.య×భ.మಿ/೘೘
మ
బ.భళఴಿ/೘೘మ
 
  
      = 220mm 
 
 ∴ Required, h = 215 mm + 50 mm + ଵଶ௠௠
ଶ 
   
                             = 271 mm 
 ∴ We can choose, h = 300 mm 
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 ∴ d = (300 – 50 – 6) mm  
        = 244 mm 
 
The cross-section view of the wall footing is shown below in Figure 58. 
 
Figure 58. Cross-section of the foundation under the load bearing 
partition wall in the middle of the building 
 md(a-a) = 0.5 ×Pd × C2 = 0.5 × 173.7 kN/m × (0.675m)2 
                        = 40.7 kN/m 
             = 40.7 × 106 Nmm 
Relative moment, 
  𝜇 = 
௠ౚ(౗ష౗)
௕×ௗ2×௙೎೏
  
         = 40.7 × 10
6 nm
1000mm ×  (244mm)2 × 19.8kN/m2 
   
         = 0.345 < 0.358 OK 
  
  β = 1- √1 − 2𝑢  
         = 1− √1 − 2 × 0.345  
           = 0.044 < 0.467 OK 
                         Z = 𝑑 ቀ1 − ఉ
ଶ
ቁ 
        = 244(1- ଴.଴ସସ
ଶ 
)  
        = 190.32mm 
              As =   
௠ౚ(౗ష౗)
௭ × ௙೤೏ 
  
                           = 40.7 × 10
6 Nmm
 191mm × 435N/mm2 
   
                      = 490 mm2 / METER 
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         𝑓௬ௗ =
௙೤ೖ
ఊೞ
 
                       =  ହ଴଴ ே/௠௠
మ
ଵ.ଵହ
 
                      = 435 N/mm2 
  
  AS.min= max൜
0.26 × 𝑏𝑑 × 𝑓௖.௧.௠ 𝑓௬௞⁄
0.0013 × 𝑏𝑑                  
  
         
    = maxቄ0.26 × 3.2 500⁄ × 1000 × 244
0.0013 × 1000 × 244
 
           
   = max൜406 𝑚𝑚
ଶ METER⁄
317 𝑚𝑚ଶ METER⁄
  
         
 So, As = 490 mm2 / METER is ok. 
 
Hence, we choose T12 Rebars 
 
 S =  ଵ଴଴଴ ௠௠ × ଵଵଷmm
2
ସଽ଴ mm2
  
    = 230 mm ~ 250mm 
 
 So, As3 = 0.2 × 490 mm2  = 98 mm2 [ 20% of main bars] 
  PCS T12 = 
஺ೄ
୅೅భ
  
             = 490mm
2
ଵଵଷmm2
   
             = 4.33 ~ 5 
The longitudinal arrangement of reinforcement is shown in Figure 59. 
 
Figure 59. Bar arrangement in the foundation 
So, we will use 5 pcs of bar. 
 
Similarly, for the corner or frame wall, foundation dimension 300mm × 
1000mm can be taken from a gentle man guess since this edge 
foundation carries fewer loads than that of the middle. 
7.8 Foundation engineering 
In this section, soil pressure acting on the basement wall is basically tried 
to find out and verify with the designed thickness of wall whether or not 
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that can withstand without deflection against that pressure. In order to 
do this, maximum allowable load bearing capacity of the foundation is 
also investigated. 
 
Here,  
𝛾ଵ Bulk weight volume of soil above the footing 
γଶ  Bulk weight volume of soil under the footing 
D  Depth of footing from the zero plane. 
B  Width of footing. 
𝑁஻ 𝑁஽⁄  Factor of safety for friction 
𝜙௞ Characteristic friction angle 
C  Cohesion 
 
Design conditions for the calculation: 
D=𝐷ଵ 
𝛾ଵ = 20 𝑘𝑁 𝑚ଷ⁄  
𝛾ଶ = (20 − 10) 𝑘𝑁 𝑚ଷ⁄ = 10 𝑘𝑁 𝑚ଷ⁄  
F.O.S = 1.25 
𝜙௞ = 38ఖ  (From Table 31.) 
C= 0 
 
Figure 60 shows the formation of the underground level of the building. 
 
Figure 60. Foundation of the building corresponding to the cellar 
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ϕ஽ = tanିଵ ൬
tan 38ఖ
1.25
൰ =  32ఖ  
𝑁஽ = ൤tan ൬45ఖ +
32ఖ
2
൰൨
ଶ
× 𝑒஠୲ୟ୬ എ = 23.2 
𝑁஻ = 2(23.2ఖ − 1) × tan 32ఖ = 27.75 
 
𝛿௔௟௟௢௪௘ௗ = 20 𝑘𝑁 𝑚ଷ⁄ × 23.2 × 0.6𝑚
+ 0.5 × 10 𝑘𝑁 𝑚ଷ⁄ × 27.75 × 1.5𝑚 
    =  417.15 𝑘𝑁 𝑚ଷ⁄  
 
Maximum load bearing capacity = 417.15 𝑘𝑁 𝑚ଷ⁄ × 1.0 𝑚 
  = 417.15 𝑘𝑁/𝑤𝑎𝑙𝑙 −METER Ok 
Passive soil pressure, 
𝑃௣ = 12 𝑘𝑁 𝑚ଶ⁄ ൤tan ൬45ఖ +
32ఖ
2
൰൨
ଶ
 
                     = 39.1 𝑘𝑁 𝑚ଶ⁄  
 
Where, 𝛿௣തതത = 𝛾ଵ × 𝐷ଵ = 20 𝑘𝑁 𝑚ଷ⁄ × 0.6 𝑚 = 12 𝑘𝑁 𝑚ଶ⁄  
Active soil pressure, 
          𝑃௔ = 60 𝑘𝑁 𝑚ଶ⁄ ቂtan ቀ45ఖ −
ଷଶഎ
ଶ
ቁቃ
ଶ
 
                     = 18.4 𝑘𝑁 𝑚ଶ⁄  
Where, 
 𝛿௔തതത = 𝛾ଵ × 𝐷ଶ = 20 𝑘𝑁 𝑚ଷ⁄ × 3 𝑚 = 60 𝑘𝑁 𝑚ଶ⁄  
𝑁௉,ாௗ = 39.1 𝑘𝑁 𝑚ଶ⁄  × 0.6 𝑚 × 0.5 = 11.73 𝑘𝑁 𝑤𝑎𝑙𝑙 − 𝑀𝐸𝑇𝐸𝑅⁄  
𝑁௔,ாௗ = 18.4 𝑘𝑁 𝑚ଶ⁄ ×  3 𝑚 × 0.5 = 27.6 𝑘𝑁 𝑤𝑎𝑙𝑙 − 𝑀𝐸𝑇𝐸𝑅⁄  
𝑀ௗ = 26.7 𝑘𝑁 × 2𝑚 − 11.73 𝑘𝑁 × 2.8𝑚 + 0.5 × 9𝑘𝑁/𝑚ଶ × (3𝑚)ଶ 
       = 62.9 𝑘𝑁𝑚 
 
Relationship between the active and passive soil pressure on the 
basement wall is shown in Figure 61. 
 
Figure 61. Relationship between the active and passive load 
resultant on the foundation wall 
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Now relative moment, [Concrete C 25/30] 
  𝜇 = ெ೏
௕.ௗమ.௙೎೏
 
     = ଺ଶ.ଽ×ଵ଴
లே௠௠
ଵ଴଴଴ ௠௠ ×(ଵଶ଴ ௠௠)మ×ଵସ.ଶே ௠௠⁄
  
     = 0.3 < 3   (𝑠𝑎𝑡𝑖𝑠𝑓𝑖𝑒𝑑) 
 
If wall thickness, 𝑑 = 150 𝑚𝑚 then 𝜇 = 0.20 
 
∴ 150 𝑚𝑚 thick wall is recommended.  
7.8.1 Deflection checking for the basement wall 
To verify the resistance capacity (Deflection) of the designed basement 
wall against the horizontal soil pressure, the following process has been 
done. Figure 62 shows the forces caused by the soil acting on the wall. 
 
Figure 62. Load distribution along the basement wall 
  𝐼 = ௕௛
య
ଵଶ
 
 
  𝐸௖ଶହ ଷ଴⁄ = 31 𝐺𝑃𝑎 
 
Deflection, 
  𝛿 = ி௔
మ௕మ
ଷாூ௅
  or 
 
  𝛿 = ହ௉௅
ర
ଷ଼ସாூ
 
 
  𝑃 = 1𝑚 × 18.4𝑘𝑁/𝑚ଶ = 18.4 N/mm 
 
  𝐼 = ଷ௠×଴.ଵହ௠
య
ଵଶ
= 8.4 × 10଼𝑚𝑚ସ 
 
𝛿௔ =
27.6 𝑁 × 2000𝑚𝑚ସ × 1000𝑚𝑚ଶ
3 × 31 × 10ଷ 𝑁 𝑚𝑚ଶ⁄ × 8.4 × 10଼𝑚𝑚ସ × 3000𝑚𝑚
= 4.71 × 10ିସ𝑚𝑚 
 
𝛿௔ =
5 × 18.4 × 10ିଷ 𝑁 𝑚𝑚ଶ⁄ × 3000𝑚𝑚ସ
384 × 31 × 10ଷ 𝑁 𝑚𝑚ଶ⁄ × 8.4 × 10଼𝑚𝑚ସ
= 7.45 × 10ିସ𝑚𝑚 
 
Basement wall selection is ok. 
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7.9 Moisture behaviour of the structure during winter 
The objective of the study in this part is to determine the moisture 
behavior i.e. whether the water generated moisture from the building 
structure can go away or where it goes during the winter regarding the 
amount of vapour coming in and going out through the ventilation gap. 
 
Condition:  
The water from the vapour barrier transforms into vapour that rises in 
the up through the insulation to the ventilation gap and transfers outside 
of the structure through the ventilation gap in the roof. The rooftop 
snow acts as insulation and warms up the temperature of the air blowing 
through the ventilation gap. 
7.9.1 Determination of moisture behavior 
The moisture behavior for any buildings in Finlnd is very important. If the 
building is damp and does not get enough facility to dry, there is a high 
health risk for the dwellers. The process of determining the moisture 
behavior of a building is shown below. 
 
ZV = Water vapour resistant  
Now from the Table 35,  
 
ZGypsum Board = 4×103s/m    
ZMin.Wool =[{(100mm/100mm) ×8 + (300mm/100mm) ×8}×103s/m] 
              = 32×103s/m 
ZWindBoard =(30mm/13mm) ×4×103s/m 
                = 9.23×103s/m 
ZAir = 4×103s/m 
ZSnow = 0s/m 
 
ZTotal = (ZGypsum Board + ZMin.Wool + ZWindBoard + ZAir + ZSnow) 
         = 4×103s/m + 32×103s/m + 9.23×103s/m + 4×103s/m + 0s/m 
         = 49.23×103s/m 
 
Considering, 
Internal temperature, ti = +220C 
Relative humidity for internal temperature, RHi = 45% 
  
External temperature, te = − 100C  
Relative humidity for external temperature, RHe = 90% 
 
We know that,  
  Vt = Φ × Vt, sat 
  Φ = RH/100 
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Where,  
Vt Volume of actual water vapour content in temperature t0C 
Vt, sat            Volume of saturated water vapour content in temperature 
 t0C 
Φ Relative humidity 
 
Hence, 
Internal water vapour content at +220 C,  
  Vi= 0.45×19.4g/m3 
         = 8.73g/m3   
 
External water vapour content at −100 C,  
  Ve= 0.9×2.2g/m3 
          = 1.98g/m3 
 
Moisture or vapour flow, GFlow = [{T × (Vi – Ve)/ZTotal}] 
where, T represents the period or time 
 
GFlow = [(8.73g/m3 −1.98g/m3)/ 49.23×103s/m) ×60×60×24s]  
         = 11.8g/m2 (per day)………………(1) 
 
Here, in the ventilation or air gap at the roof, the following conditions 
are assumed: 
  
Temperature in the air gap, tAir = − 60C  
Relative humidity in the air gap, RHAir= 90% 
Rate of air flow in the air gap, UAir= 0.2m/s 
Water vapour content in the air gap,  
  VAir= 0.9×3.08g/m3 
             = 2.77 g/m3 
Again,  
Drying capacity of water vapour, GDrying = , uAir × AAir (VAir – VO) × T 
Since, the opening or ventilation gap is 100mm and the truss spacing is 
900mm,  
So, the area of opening,  
  AAir = 0.1m×0.9m  
              = 0.09m2 
 
Now,  
GDrying = 0.2m/s × 0.09m2 × (2.77g/m3 −1.98g/m3) × 60 × 60 × 24s 
           = 1228.6g/m2 (per day) 
 
Since, the length of the roof is 16m, so 
 GDrying per 1m span = 1228.6g/m2/16m  
                                                     = 76.8g/m2 (per day)………………………(2) 
 
Hence, equation (1) and (2) gives, 
  GDrying > GFlow  
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As we can see, the drying capacity of the ventilation gap is greater than 
the rate of water vapour flow generated by the structure, so all the 
vapour can normally pass through the ventilation gap and therefore, 
there will be no condensation. However, we always have some water on 
the vapour barrier during the construction, so the question is where this 
water will go. Therefore, it will condensate on the top of the ventilation 
gap or just under the roof sheathing in winter time, and it will remain as 
ice there until summer comes. Moreover, it would further take some 
years to dry away all the water. Noted that, the drying capacity of the 
water vapour will be less if there is no rooftop snow because; the snow 
acts as insulation that leads to warm up the air in the ventilation gap. 
Consequently, Drying Capacity increases. 
7.10 Heat Loss and E-value Calculation 
In order to calculate energy efficiency of the building, heat loss is the 
main key to determine first. Finally, E-value can be found dividing the 
total heat loss by the net area of the building. The process is shown 
below. 
 
Here, 
Tin  Indoor temperature (oC) 
Tout  Dimensioning outdoor temperature(oC) 
lhb  Lenght of linear thermal bridge, m 
Ѱhb  Additional conductance, W/(mK) 
ρ  Air density (1.2kg/m3) 
c  Specific heat capacity of air (1.0 kJ/kgK) 
qLair  Leakage air flow rate (m3/s) 
q50 Leakage air number of building envelope, m3/(h m2) 
x  Factor depending on floors e.g. 1 floor x=35, e.g. 2 floor x= 
 25; 3 floor house, x=20 ; 4 floors, x= 15 
Aenv  Area of building envelope incl. Floor, m2 
n50  Leakage air number of building, 1/h 
V Air volume of building, m3 
q50 4 if not known 
qV  Ventilation flow (m3/s) 
η  Efficiency of heat recovery ( e.g. 50 % = 0.5) 
qw  Design flow of (m3/s) 
Tc,Th  Water temperatures , cold, hot (K) 
øHcirc Heat loss for hot water circulation net 
øHcirc  Generally 5oC or 0.002 kW/m2×A 
Tdd Temperature in degree days = (t0× 3600𝑠 ×24h×365d) 
 
Figure 63 shows different dimensions needed for calculating heat losses 
of the building. 
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Figure 63. Different dimensions of the building for energy calculation 
  A = 16m×14m  
       = 224 m2 
 
  V = 16m×14m×6.4m 
       = 1433.6 ≈1433.6 m3 
 
Aenv=2(16m×6.4m)+2(14m×6.4m)+2[(16m−2×0.35m)×(143−2×0.35)]  
      = 791m2 
Awindow = 1.95m× 1.35m × [4+9+7+4]pcs + 1.35 m×1.35m×[2+2]pcs 
            = 63.18 m2+7.29m2 
             =70.47 ≈70.5 m2 
ADoor = (2.38×1.07)m2+(2.0×1.7)m2+(2.4×3.0)m2 
         = 13.15 ≈13.5 m2 
 Awall = [{2× (16×6.4)+2(14×6.4)}−(70.5+13.2)]m2 
         = 300.3 m2 
 Afloor = [(16m−2×0.35m) ×(14m−2×0.35m)] 
                  = 203.5 m2 
 Aroof = [(16m−2×0.35m) ×(14m−2×0.35m)] 
                = 203.5 m2 
Considered U-values are: 
 Wall= 0.14W/m2 0C 
 Floor= 0.10W/m2 0C 
 Roof= 0.07W/m2 0C 
 Window= 0.7W/m2 0C 
 Door = 0.4W/m2 0C 
  Qwall = 0.14W/m2 0C×300 m2×(22+10)0C  
                  = 84W 
  Qwindow = 0.7W/m2 0C×70.5 m2×(22+10)0C  
                            = 1579W 
  QDoor = 0.4W/m2 0C×13.5 m2×(22+10)0C  
                     = 173W 
  QFloor = 0.1W/m2 0C×203.5 m2×(22+10)0C  
                     = 651W 
  Qroof = 0.07W/m2 0C×203.5 m2×(22+10)0C  
                   = 456W 
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  Qstr = 2943W 
  Qtherm = 10% of Qstr  
                        = 0.1 × 2943W 
                        = 294.3W 
  QLair = 𝜌 × 𝐶 × 𝑞௅ × (𝑇௜௡ − 𝑇௢௨௧) 
  qL = [q50/3600s ×  𝑥] × Aenvelope 
 
  q50 = 
௡ఱబ×௏
஺೐೙ೡ೐೗೚೛೐
 
             = ସ×ଵସଷସ ௠
య
଻ଽଵ௠మ
  
             = 7.3m 
  QL = ቂ
଻.ଷ ௠
ଷ଺଴଴௦×ଶହ
ቃ × 791 𝑚ଶ  
          = 0.06m3/s 
  
 QLair = 1.2 kg/m3×1.0 kJ/KgC ×0.06 m3/s × (22+10) 
                 = 2.3×1000  
                 = 2300W 
 
 QV = 𝜌 × 𝐶 × 𝑞௅ × (𝑇௜௡ − 𝑇௢௨௧) × (1 − 𝜂) 
 
  qV = 
௡×௏
௧
 
                = ଴.ହ×ଵସଷସ ௠
య
ଷ଺଴଴ ௦
  
                = 0.2m3/s 
 
 QV = 1.2 kg/m3×1.0 kJ/KgC ×0.2 m3/s×320C×0.5  
           = 3840 W 
 
Qtot = (2943+294.3+2300+3840)W (Hot water consumption is omitted) 
       = 9377.3W 
       = 9.4kW 
       = 9.4×24×365 kWh/a 
       = 82344kWh/a 
 
  ∴ E =  QTot/A        
         = ଼ଶଷସସ ௞ௐ௛/௔
ଶଶସ ௠మ
 
                = 367.6 ≈ 368kWh/m2/a 
 
  Energy class: F ≤ 390 kWh/m2/a 
 
According to section 6, 4/13 of the decree of Ministry of Environment, 
Energy requirement for single-family houses and terraced and other 
attached houses should be  ≤ 180 kWh/m2 and E-value should be  ≤ 0.8 
× 180 kWh/m2. So, redesign is necessary to comply with the design 
prerequisite. Noted that the energy consumption for hot water was not 
considered in this calculation. 
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8 CONCLUSION 
The strength of the materials from which the structure is made of 
describes the strength of a structure. Minimum material strengths are 
specified in standardized ways in this purpose. Structural strength 
depends on the care with which a structure is built, which is a reflection 
of the quality of the supervision and inspection. 
 
The outcomes of this project are designed in limit state and followed 
Eurocode mostly. The architectural design port-folio attached in the 
appendix is ready to apply for the building permit in the city council.  
 
A comparative analysis with American Standard for Building could be 
made on the basis of this design work in further. A cost effective analysis 
or redesign towards nearly zero energy building might also be good 
options to start from this work. 
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